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Earthen Wall Structures 
 
Section R614.1 General. Earthen wall structures in Seismic Design Category A, B or C with basic wind 
speed of 90 mph or less with wind exposure category of A, B, or C may be designed and constructed in 
accordance with the provisions of this standard. 
 
This Section shall comply with the seismic requirements of the International Residential Code. 
 
Exception: Structures with any site conditions may be designed with accepted engineering practice for 
earthen wall structures and the provisions of the approved Standard for IBC Earthen Structures. 
 
Section R614.1.1 Earthen materials.  This section shall establish minimum standards for safety for 
construction of earthen materials structures, collectively known as adobe, rammed earth, and hydraulic 
pressed unit construction. 
 
Section R614.1.2 Professional registration not required.  When the empirical design provisions of this 
section are used to design wall systems, project drawings, typical details and specifications are not 
required to bear the seal of an architect or engineer. 
 
Section R614.1.3 Professional registration required.  When the earthen structure exceeds the empirical 
design provisions of this standard, the plans and specifications shall be prepared by an Arizona 
Registrant.  All such projects shall be designed in accordance with the approved Standard for IBC 
Earthen Structures. 
 
Section R614.2 Dimensions of earth walls. Dimensions of earthen walls shall conform to the 
requirements of this section. 
 
Section R614.2.1 Thickness and Height. The minimum thickness and maximum height of earthen 
walls and parapets shall be in accordance with Tables R614.2.1 (1 to 6) based upon the Sds value for the 
project site. Wall thickness shall be measured from face to face of walls with concave joints. 
Walls with rake joints shall be measured surface of joint to surface of joint.  The thickness of wall 
sections shall not be combined without full cross bonding of the masonry units throughout the wall. 
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Exception: Walls supported only at ground level and only supported at the base of the wall shall be 
limited to a height of ½ that allowed by Tables R614.2.1 (1 to 6).
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Table R614.2.1 (1) 
Seismic Sites w/ Sds 0.00 TO 0.25 
Assuming zero tension out-of-plane 

 
Actual Wall Thickness (in) 

 10 11 12 13 14 15 16 18 20 22 24 
Maximum Wall Height (in) 

Exterior NP 83 99 116 135 144 144 144 144 144 144 
Interior 127 140 144 144 144 144 144 144 144 144 144 
Parapet NP 22 24 26 28 30 32 36 40 44 48 

 
Bond Beam Size and Steel Requirements 

All Bond Beams 8” Minimum Height 
 
Exterior Wall No Parapet 
Type “A” 2 - #4 2 - #4 2 - #5 2 - #5 2 - #5 2 - #5 2 - #4 2 - #4 2 - #4 2 - #4 2 - #4 
Type “B” 2 - #5 2 - #5 2 - #5 4 - #4 4 - #4 4 - #4 2 - #5 2 - #4 2 - #4 2 - #4 2 - #4 
Type “C” NP NP NP NP NP 4 - #5 4 - #4 2 - #4 2 - #4 2 - #4 2 - #4 
 
Exterior Wall w/ Full Parapet 
Type “A” 2 - #4 2 - #4 2 - #5 2 - #5 2 - #5 2 - #5 2 - #4 2 - #4 2 - #4 2 - #4 2 - #4 
Type “B” 2 - #5 2 - #5 2 - #5 4 - #4 4 - #4 4 - #4 2 - #5 2 - #4 2 - #4 2 - #4 2 - #4 
Type “C” NP NP NP NP NP 4 - #5 4 - #4 2 - #4 2 - #4 2 - #4 2 - #4 
 
Interior Wall w/ infill between beams 
Type “A” 2 - #4 2 - #4 2 - #5 2 - #5 2 - #5 2 - #5 2 - #4 2 - #4 2 - #4 2 - #4 2 - #4 
Type “B” 2 - #5 2 - #5 2 - #5 4 - #4 4 - #4 4 - #4 2 - #5 2 - #4 2 - #4 2 - #4 2 - #4 
Type “C” NP NP NP NP NP 4 - #5 4 - #4 2 - #4 2 - #4 2 - #4 2 - #4 

 
NP = This Wall is Not Permitted
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Table R614.2.1 (2) 
Seismic Sites w/ Sds 0.25 TO 0.30 
Assuming zero tension out-of-plane 

 
Actual Wall Thickness (in) 

 10 11 12 13 14 15 16 18 20 22 24 
Maximum Wall Height (in) 

Exterior NP 83 99 116 135 144 144 144 144 144 144 
Interior 106 116 127 137 144 144 144 144 144 144 144 
Parapet NP 22 24 26 28 30 32 36 40 44 48 

 
Bond Beam Size and Steel Requirements 

All Bond Beams 8” Minimum Height 
 
Exterior Wall No Parapet 
Type “A” 2 - #4 2 - #5 2 - #5 2 - #5 4 - #4 4 - #4 2 - #5 2 - #4 2 - #4 2 - #4 2 - #4 
Type “B” 2 - #5 4 - #4 4 - #4 4 - #5 4 - #5 4 - #5 4 - #4 2 - #5 2 - #4 2 - #4 2 - #4 
Type “C” NP NP NP NP NP 4 - #5 4 - #5 2 - #5 2 - #4 2 - #4 2 - #4 
 
Exterior Wall w/ Full Parapet 
Type “A” 2 - #4 2 - #5 2 - #5 2 - #5 4 - #4 4 - #4 2 - #5 2 - #4 2 - #4 2 - #4 2 - #4 
Type “B” 2 - #5 4 - #4 4 - #4 4 - #5 4 - #5 4 - #5 4 - #4 2 - #5 2 - #4 2 - #4 2 - #4 
Type “C” NP NP NP NP NP 4 - #5 4 - #5 2 - #5 2 - #4 2 - #4 2 - #4 
 
Interior Wall w/ infill between beams 
Type “A” 2 - #4 2 - #5 2 - #5 2 - #5 4 - #4 4 - #4 2 - #5 2 - #4 2 - #4 2 - #4 2 - #4 
Type “B” 2 - #5 4 - #4 4 - #4 4 - #5 4 - #5 4 - #5 4 - #4 2 - #5 2 - #4 2 - #4 2 - #4 
Type “C” NP NP NP NP NP 4 - #5 4 - #5 2 - #5 2 - #4 2 - #4 2 - #4 
 
Bond Beam Load 46 61 79 100 125 125 108 80 42 0 0 
Bond Beam Load 81 103 130 160 194 204 198 194 183 171 203 
Bond Beam Load 84 100 118 137 150 151 152 155 158 161 164 

 
NP = This Wall is Not Permitted 
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Table R614.2.1 (3) 
Seismic Sites w/ Sds 0.30 TO 0.35 
Assuming zero tension out-of-plane 

 
Actual Wall Thickness (in) 

 10 11 12 13 14 15 16 18 20 22 24 
Maximum Wall Height (in) 

Exterior NP 83 99 116 127 136 144 144 144 144 144 
Interior 91 100 109 118 127 136 144 144 144 144 144 
Parapet NP 22 24 26 28 30 32 36 40 44 48 

 
Bond Beam Size and Steel Requirements 

All Bond Beams 8” Minimum Height 
 
Exterior Wall No Parapet 
Type “A” 2 - #5 2 - #5 2 - #5 4 - #4 4 - #4 4 - #5 4 - #5 4 - #4 2 - #5 2 - #4 2 - #4 
Type “B” 4 - #4 4 - #4 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #4 2 - #5 2 - #4 2 - #4 
Type “C” NP NP NP NP NP 4 - #6 4 - #6 4 - #5 4 - #4 2 - #5 2 - #4 
 
Exterior Wall w/ Full Parapet 
Type “A” 2 - #5 2 - #5 2 - #5 4 - #4 4 - #4 4 - #5 4 - #5 4 - #4 2 - #5 2 - #4 2 - #4 
Type “B” 4 - #4 4 - #4 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #4 2 - #5 2 - #4 2 - #4 
Type “C” NP NP NP NP NP 4 - #6 4 - #6 4 - #5 4 - #4 2 - #5 2 - #4 
 
Interior Wall w/ infill between beams 
Type “A” 2 - #5 2 - #5 2 - #5 4 - #4 4 - #4 4 - #5 4 - #5 4 - #4 2 - #5 2 - #4 2 - #4 
Type “B” 4 - #4 4 - #4 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #4 2 - #5 2 - #4 2 - #4 
Type “C” NP NP NP NP NP 4 - #6 4 - #6 4 - #5 4 - #4 2 - #5 2 - #4 
 
Bond Beam Load 53 71 92 117 137 157 176 156 127 88 40 
Bond Beam Load 94 121 151 186 218 250 281 289 291 287 277 
Bond Beam Load 86 103 120 140 160 182 203 206 210 213 216 

 
NP = This Wall is Not Permitted 
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Table R614.2.1 (4) 
Seismic Sites w/ Sds 0.35 TO 0.40 
Assuming zero tension out-of-plane 

 
Actual Wall Thickness (in) 

 10 11 12 13 14 15 16 18 20 22 24 
Maximum Wall Height (in) 

Exterior NP 83 95 103 111 119 127 143 144 144 144 
Interior 79 87 95 103 111 119 127 143 144 144 144 
Parapet NP 22 24 26 28 30 32 36 40 44 48 

 
Bond Beam Size and Steel Requirements 

All Bond Beams 8” Minimum Height 
 
Exterior Wall No Parapet 
Type “A” 2 - #5 2 - #5 4 - #4 4 - #4 4 - #4 4 - #5 4 - #5 4 - #5 4 - #4 2 - #5 2 - #5 
Type “B” 4 - #4 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #4 2 - #5 
Type “C” NP NP NP NP NP 4 - #6 4 - #6 4 - #6 4 - #5 4 - #5 2 - #5 
 
Exterior Wall w/ Full Parapet 
Type “A” 2 - #5 2 - #5 4 - #4 4 - #4 4 - #4 4 - #5 4 - #5 4 - #5 4 - #4 2 - #5 2 - #5 
Type “B” 4 - #4 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #4 2 - #5 
Type “C” NP NP NP NP NP 4 - #6 4 - #6 4 - #6 4 - #5 4 - #5 2 - #5 
 
Interior Wall w/ infill between beams 
Type “A” 2 - #5 2 - #5 4 - #4 4 - #4 4 - #4 4 - #5 4 - #5 4 - #5 4 - #4 2 - #5 2 - #5 
Type “B” 4 - #4 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #4 2 - #5 
Type “C” NP NP NP NP NP 4 - #6 4 - #6 4 - #6 4 - #5 4 - #5 2 - #5 
 
Bond Beam Load 61 81 101 118 137 157 179 227 211 181 142 
Bond Beam Load 108 138 168 198 229 263 299 379 399 409 412 
Bond Beam Load 89 105 123 143 163 186 209 260 268 272 276 

 
NP = This Wall is Not Permitted 
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Table R614.2.1 (5) 
Seismic Sites w/ Sds 0.40 TO 0.45 
Assuming zero tension out-of-plane 

 
Actual Wall Thickness (in) 

 10 11 12 13 14 15 16 18 20 22 24 
Maximum Wall Height (in) 

Exterior NP 78 85 92 99 106 113 127 141 144 144 
Interior 70 78 85 92 99 106 113 127 141 144 144 
Parapet NP 22 24 26 28 30 32 36 40 44 48 

 
Bond Beam Size and Steel Requirements 

All Bond Beams 8” Minimum Height 
 
Exterior Wall No Parapet 
Type “A” 2 - #5 2 - #5 4 - #4 4 - #4 4 - #4 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #4 
Type “B” 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #6 4 - #5 4 - #5 
Type “C” NP NP NP NP NP 4 - #6 4 - #6 4 - #6 4 - #6 4 - #6 4 - #5 
 
Exterior Wall w/ Full Parapet 
Type “A” 2 - #5 2 - #5 4 - #4 4 - #4 4 - #4 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #4 
Type “B” 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #6 4 - #5 4 - #5 
Type “C” NP NP NP NP NP 4 - #6 4 - #6 4 - #6 4 - #6 4 - #6 4 - #5 
 
Interior Wall w/ infill between beams 
Type “A” 2 - #5 2 - #5 4 - #4 4 - #4 4 - #4 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #4 
Type “B” 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #6 4 - #5 4 - #5 
Type “C” NP NP NP NP NP 4 - #6 4 - #6 4 - #6 4 - #6 4 - #6 4 - #5 
 
Bond Beam Load 68 85 101 118 137 157 179 227 280 274 243 
Bond Beam Load 121 149 177 208 241 276 314 398 491 530 548 
Bond Beam Load 91 108 126 146 167 189 213 265 322 339 343 

 
NP = This Wall is Not Permitted 
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Table R614.2.1 (6) 
Seismic Sites w/ Sds 0.45 TO 0.50 
Assuming zero tension out-of-plane 

 
Actual Wall Thickness (in) 

 10 11 12 13 14 15 16 18 20 22 24 
Maximum Wall Height (in) 

Exterior NP 70 76 82 89 95 101 114 127 140 144 
Interior 63 70 76 82 89 95 101 114 127 140 144 
Parapet NP 22 24 26 28 30 32 36 40 44 48 

 
Bond Beam Size and Steel Requirements 

All Bond Beams 8” Minimum Height 
 
Exterior Wall No Parapet 
Type “A” 2 - #5 2 - #5 4 - #4 4 - #4 4 - #4 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 
Type “B” 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #6 4 - #6 4 - #6 
Type “C” NP NP NP NP NP 4 - #6 4 - #6 4 - #6 4 - #6 4 - #6 4 - #6 
 
Exterior Wall w/ Full Parapet 
Type “A” 2 - #5 2 - #5 4 - #4 4 - #4 4 - #4 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 
Type “B” 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #6 4 - #6 4 - #6 
Type “C” NP NP NP NP NP 4 - #6 4 - #6 4 - #6 4 - #6 4 - #6 4 - #6 
 
Interior Wall w/ infill between beams 
Type “A” 2 - #5 2 - #5 4 - #4 4 - #4 4 - #4 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 
Type “B” 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #5 4 - #6 4 - #6 4 - #6 
Type “C” NP NP NP NP NP 4 - #6 4 - #6 4 - #6 4 - #6 4 - #6 4 - #6 
 
Bond Beam Load 70 85 101 118 137 157 179 227 280 338 345 
Bond Beam Load 129 156 185 218 252 290 330 417 515 623 683 
Bond Beam Load 93 110 129 149 170 193 217 269 327 390 417 

 
NP = This Wall is Not Permitted 
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Section R614.2.2 Maximum length. The maximum length of any earthen wall laterally braced by Bond 
Beams per Section R614.5.2 shall be 20 feet (6,096 mm) between perpendicular bracing walls.  Any wall 
in excess of 20 feet (6,096 mm) shall be designed in accordance with the approved Standard for IBC 
Earthen Structures. 
 
Section R614.3 Support conditions. Earthen walls shall be supported on a solid concrete, solid masonry 
foundation system the width of which shall be not be less than 1/2 inch narrower than the earthen wall 
which it supports. Earthen structures shall not be less than 6 inches above adjacent grade. 
 
Section R614.3.1 Moisture barrier. A moisture barrier equal to 30 lb. asphalt impregnated building 
paper, or equivalent moisture resistant barrier, shall be installed between the supporting foundation 
and the earthen wall material. 
 
Section R614.4 Allowable stresses. Allowable compressive, tensile and shear stresses in earthen walls 
shall not exceed the values prescribed in Table R614.4.  In determining the stresses in masonry, the 
effects of all loads and conditions of loading and the influence of all forces affecting the design and 
strength of the several parts shall be taken into account. Bolts in shear shall be limited to those values in 
International Building Code Table 2109.3.3.1. 
 
Section R614.4.1 Combined units. In walls composed of different kinds or grades of units, materials or 
mortars, the maximum stress shall not exceed the allowable stress for the weakest of the combination 
of units, materials and mortars of which the wall is composed.  The net thickness of any facing unit of 
earthen materials used to resist stress shall not be less than 3 inches (76.2 mm). 
 
When dissimilar materials, (e.g. concrete masonry or steel) are used to support earth wall construction, 
such elements shall be structurally isolated from other earth wall elements. The design shall recognize, 
with specific detailing, the effects shrinkage of the earth wall construction may have on the structural 
integrity of the structure.
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Table R614.4 

Allowable Stresses for Empirical Design of Earthen Wall Structures 

Strength of Unit, Gross Area Allowable Stresses, Gross Sectional Area 1 

Compression:                                            300 psi Compressive Stress:                                          30 psi 

Modulus of rupture:                                  50 psi Allowable tension w/o tensile reinforcing:     0 psi 

Shear:                                                        N/A Shear with Special Inspection:                           8 psi 

 Shear w/o Special Inspection:                           4 psi 

Modulus of Elasticity:                               60,000 psi Allowable Deflection:                        Less than 0.5% 

Notes:  

1. Gross cross-sectional area shall be calculated on the actual rather than the nominal dimensions. 

 
Section R614.5 Lateral support. Earthen walls constructed of earthen units shall be bonded and tied to 
intersecting earthen walls and laterally supported in the vertical direction in accordance with one of the 
methods in Section R614.5.2 or Section R614.5.3. 
 
Section R614.5.2 Bond Beams. A continuous concrete bond beam system embedded in the earthen 
walls, designed to provide lateral support for the walls without the aid of additional bracing elements 
such as roof diaphragm.  Bond beams shall be not less than the width of the wall minus 6 inches (152.4 
mm) and a height of not less than 8 inches.  Bond beams shall be reinforced as required by Tables 
R614.2.1 (1 to 6).  Bars shall be placed not more than 1 ½” from the inside face of the form or veneer 
block as indicated in Figure R614.5.2.1. 
 

Figure R614.5.2.1 
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Section R614.5.2.2.1 Bond beam anchorage. Bond beams shall be anchored to earthen walls at intervals 
of not over 48 inches (1219 mm) by a connection with shear strength of not less than 200 lbs. per lineal 
foot plus an additional 25 lbs. per lineal foot for every inch of thickness in excess of 16” thick. 
 
Section R614.5.3 Roof diaphragm. A roof diaphragm complying with the International Residential Code 
adequate to provide not less than 200 lbs. per lineal foot of lateral support may be used to brace 
earthen walls. Earthen walls shall be anchored to roof diaphragms with connections to resist loads of not 
less than 200 lbs. per lineal foot plus an additional 25 lbs. per lineal foot for every inch of thickness in 
excess of 16” thick. This anchorage shall be tie beams as specified in Section R614.5.3.2 or other 
anchorage methods of equal strength. 
 
Section R614.5.3.1 Tie beams. A tie beam is a concrete or masonry, beam built into the earthen wall for 
the purpose of anchoring the roof diaphragm and transferring the lateral perpendicular and parallel 
forces. Tie beams shall be provided for all earthen walls laterally braced by a roof diaphragm. Tie beams 
shall be anchored to the roof diaphragm system at intervals not exceeding 4 feet (1219 mm). 
 
Tie beams shall be not less than ½ the width of the earthen wall, a minimum of 8 inches (203.2 mm) high 
and reinforced with 2 - #4 reinforcing bars. 
 
Section R614.5.3.2 Tie beam anchorage. Tie beams shall be anchored to earthen walls at intervals of not 
over 48 inches (1219 mm) by a connection with shear strength of not less than 200 lbs. per lineal foot 
plus an additional 25 lbs. per lineal foot for every inch of thickness in excess of 16” thick. 
 
Section R614.6 Lintels. Earthen walls over openings shall be supported by steel lintels, reinforced 
concrete or masonry lintels or earthen arches designed to support load imposed. Lintels shall not be 
supported by rigid structural columns, frames or posts with rigidities greater than the earthen wall 
unless the design allows for the potential for differential settlements. 
 
Small openings less than 12” may be constructed without structural lintels. 
 
Section R614.7 Shear walls. earthen walls subject to in-plane loads shall be designed with at least one 
earthen wall shear panel, at least 4 feet long, free of openings, with a length as computed by Equation 
R614.7-1. 
 
Equation R614.7-1 
L = (Sqrt PL x  Sds x 4) 
 
Where: 
L= Length of shear panel 
PL = Sum of overall length of walls perpendicular to the panel. 
Sds = Sds factor as determined by the International Building Code. 
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Section R614.8 Jambs at openings. Portions of walls between openings or corner shall be constructed 
with lengths of not less than 1 ½ times the thickness of the wall in which they occur. 
 
Section R614.9 Piers. The thickness of isolated earthen piers shall be not less than 1 ½ times those wall 
thickness values indicated in Table R614.2.1 (1 to 6). When structural posts or columns are provided 
within the pier ties, attachments shall be provided to the earthen wall system to laterally secure it. 
 
Section R614.9.1 Pier Cap. A solid concrete cap shall be provided at the top of load bearing piers under 
all concentrated loads.  The cap shall cover not less than 50% of the top of the pier. 
 
Section R614.10 Chases. Chases and recesses in earthen walls shall not be deeper than one-half the 
thickness of the wall. The maximum length of a horizontal chase or horizontal projection shall not 
exceed 4 feet (1219 mm), and shall have at least 8 inches (203.2 mm) of masonry in back of the chases 
and recesses and between adjacent chases or recesses and the jambs of openings. 
 
Chases and recesses in earthen walls shall be designed and constructed so as not to reduce the required 
strength or required fire resistance of the wall and in no case shall a chase or recess be permitted within 
the required area of a pier.  Masonry directly above chases or recesses wider than 12 inches (304.8 mm) 
shall be supported on noncombustible lintels. 
 
Section R614.11 Stack bond. When the earthen wall is constructed of units, (e.g. adobe brick), units 
shall not be laid in stack bond.  Units shall, in all locations throughout the wall system, overlap the 
courses below by not less than one-third the dimension of the units. 
 
Section R614.12 Metal reinforcement. In addition to bonding earthen walls shall be anchored at their 
intersections, all walls shall be reinforced with joint reinforcement at vertical intervals of not more than 
16 inches (406.4 mm). Horizontal reinforcement shall be continuous at the intersections. Reinforcement 
shall be not more than 4 inches narrower than the wall thickness. 
 
Section R614.13 Veneer. All veneers using earthen materials shall be installed in accordance with this 
section.  Such veneers shall be installed with a noncombustible foundation, over concrete masonry, a 
backing of wood or cold-formed steel and shall be limited to the first story above grade and be not less 
than 4 inches (101.6 mm) or greater than 8 inches (203.2 mm) in thickness. Veneers shall not exceed a 
height of over 20 times their thickness without structural vertical support. 
 
Section R614.13.1 Anchorage. Earth units shall be anchored to the supporting wall with a corrosion- 
resistant veneer tie system mechanically attached to continuous horizontal joint reinforcement 
continuously installed in the veneer bed joint not less than 16 inches (406.4 mm) on center vertically. 
When earth mortar systems are used the tie system shall prevent the accumulation of mortar at the 
base of the veneer. Conventional brick ties shall not be used to anchor earth units. 
 
Section R614.13.2 Air space. The veneer shall be separated from the sheathing by an air space of a 
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minimum of 1 inch (25.4 mm) but not more than 2 inches (50.8 mm). A moisture-resistant barrier or 15 
lb. asphalt-saturated felt shall be provided except when veneer is applied over concrete masonry or 
concrete backing. 
 
Section R614.13.3 Flashing. Approved corrosion-resistive flashing shall be provided in the exterior wall 
envelop in such a manner as to prevent entry of water into the wall cavity or penetration of water into 
the building structural framing components.  The flashing shall extend to the surface of the exterior wall 
finish and shall be installed to prevent water from reentering the exterior wall envelope. Flashing shall 
be located beneath the first course of veneer, and at other points of support, including structural floors, 
shelf angles and lintels. Approved corrosion-resisting flashing shall be installed at all of the following 
locations: 

1. At top of all exterior window and door openings in such a manner as to be leak proof. 
2. At the intersection of chimneys or other masonry construction with frame or stucco 

walls, with projecting lips on both sides under stucco copings. 
3. Under and at the ends of masonry, wood or metal copings and sills. 
4. Where exterior porches, decks or stairs attach to a wall or floor assembly of wood–

frame construction. 
5 .  At wall and roof intersections. 

Section R614.13.4 Weep holes. Weep holes shall be provided in the outside withe of masonry walls at a 
maximum spacing of 33 inches (838.2 mm) on center.  Weep holes shall not be less than 3/16 inches 
(4.76 mm) in diameter.  Weep holes shall be located immediately above the flashing. 
 
Section R614.13.5 Plaster veneer. Both interior and exterior faces of earthen walls which are to be 
plastered with cement plaster shall be lathed and plastered in accordance with the International 
Residential Code. 
 
Section R614.14 Buttresses. Earthen walls used as buttresses shall not extend beyond an average length 
perpendicular to the wall to be braced a distance of 6 feet (1829 mm) without consideration to out-of- 
plane bending of the buttress. 
 
Section R614.15 Gable end walls. Gable end walls shall be constructed using veneer construction or 
shall be provided with lateral bracing to prevent overturn designed in accordance with the approved 
Standard for IBC Earthen Structures. 
 
Section R614.16 Ledgers. Ledgers shall not be used to support vertical live and dead loads in excess of 
75 lbs. per lineal foot. 
 
Section R614.17 Construction documents. Drawings for earthen structures shall include the following: 

1. The Sds number of the site. 
2. The wind speed and site exposure coefficient of the site. 
3. The material standard to which the earthen materials will comply. 
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4. The foundation supporting system and moisture barrier material. 
5. The length, height and thickness in the actual dimensions of all earthen walls and 

parapets. 
6. The bond beam or tie beam construction and attachment method to the earthen wall. 
7. Lintel design, construction and end bearing area. 
8. Veneer dimensions, attachment methods, moisture barrier and supporting structure. 
9. Flashing materials and installation. 
10. Metal reinforcement type and location. 

Section R614.18 Corbeled wall elements. The maximum corbeled projection beyond the face of the wall 
shall not be more than one fourth of the wall thickness. 
 
Section R614.19 Material standards. The materials used in earthen wall structures shall comply with the 
following material standards. For each of the tests prescribed in these standards, five full size sample 
units shall be selected at random from each lot of units or fraction thereof produced. Mass wall systems 
such as rammed earth shall provide at least five tests for each required standard test series. 
 
Section R614.19.1 Manufacturers of earthen materials. Established manufacturers of earthen materials 
shall certify compliance with these standards.  Copies of their periodic testing shall be supplied to the 
building official when requested. Literature, advertising and other information supplied by the 
manufacturer to designers and users of earthen materials shall include the actual dimensions of units, 
not nominal dimensions. 
 
Section R614.19.2 Onsite earthen materials. Earthen units, mortar, rammed earth wall materials mined, 
mixed, formulated, and or molded on site shall be tested for compliance with these standards. For 
individual structures, a set of tests shall be provided for the first 2500 square feet of wall and an 
additional test for each additional 2500 square feet or portion thereof in the structure. At least one set 
of tests shall be made for each structure and for each 2500 square feet of patio wall. The fabricator of 
the materials used in the project shall certify in writing to the building official compliance with these 
standards.  The certification shall include the number of units site molded, size of the units, volume of 
material used as mortar, dates of fabrication, and results of testing of the material.  If materials from 
established manufacturers and onsite materials are used in the project, copies of records including 
sources, quantities, and location of use within the structure shall be provided to the building official 
upon request. 
 
Section R614.19.3 Categories of earthen materials. Type I, II, III, and IV earthen materials are approved 
for use. 
Exception: Type I adobe shall only be used for repairs and small additions in which new walls do not 
exceed 10% of the surface area of existing walls of Type I construction and for structures constructed of 
a similar material system and for projects requiring this class of materials to meet historic guidelines. 
 
Required plaster veneer. Adobe of Type I and II shall be protected on the exterior with exterior plaster 
meeting the requirements of International Residential Code applied over wire lath. Type I and II adobe 
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shall not be used within 4 inches of the floor or at the top of parapet walls or near potential sources of 
water which may affect the stability of the earth wall system.  Other Types of adobe may be left un-
plastered and may be used without separation from the floor. 
 
Adobe units and mortar. Moisture resistant stabilized adobe units and mortar shall meet the following 
testing standards as indicated in Table. Type S Portland cement mortar may be used for Type II, III, and 
IV adobe in lieu of earth mortar. 
 

Table R614.19.3 
Required Tests by Material Type 

Material 
Type 

Dry 
Compression 
 

Wet 
Compression  

Modulus of 
Rupture  

Absorption 
<2.5%  

Absorption 
<5.0%  

Moisture 
Content  

I X  X   X 
II X  X  X X 
III X  X X  X 
IV  X X   X 
X – Indicates that material must pass the test standards prescribed in this Section 
 
Section R614.19.3.1 Dry compression strength. Determine the compressive strength of the required 
number of samples in accordance with the following: 

 
1. Dry the specimen. Dry the specimen at a temperature of 85o F+-15o F in an atmosphere having 

relative humidity of not more than 50 percent.  Weigh the specimen at one-day intervals until 
constant weight is attained. 

2. Cap the specimen. The specimen may be suitably capped with calcined gypsum mortar or the 
bearing surfaces may be rubbed smooth and true.  Then calcined gypsum is used for capping, 
conduct the test after the capping has set and the specimen has been dried to constant weight 
in accordance with item 1 of this section. 

3. Test the Specimen. Test the specimens in the position in which the earthen unit is designed to 
be used.  And bed on and cap with a felt pad not less than 1/8 inch or more than ¼ inch in 
thickness. 

4. Testing equipment. The loading head shall completely cover the bearing area of the specimen 
and the applied load shall be transmitted through a spherical bearing block of proper design.  
The speed of the moving head of the testing machine shall not be more than 0.05 inch per 
minute.       

5. Reporting results. Calculate the average compressive strength of the specimens tested and 
report this as the compressive strength of the block. Units shall have an average dry 
compressive strength of 300 psi and no individual unit may have a strength of less than 250 psi. 

 
Section R614.19.3.2 Wet compression strength. Determine the compressive strength of the required 
number of specimen in accordance with the following: 
 

1. Wetting the specimen. Submerge the specimen under water for not less than 8 hours or longer 
as required until fully saturated. 
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2. Test the specimen. Immediately test the specimen in the position in which the earthen unit is 
designed to be used.  And bed on and cap with a felt pad not less than 1/8 inch or more than ¼ 
inch in thickness. 

3. Testing equipment. The loading head shall completely cover the bearing area of the specimen 
and the applied load shall be transmitted through a spherical bearing block of proper design.  
The speed of the moving head of the testing machine shall not be more than 0.05 inch per 
minute.       

4. Reporting results. Calculate the average compressive strength of the specimens tested and 
report this as the compressive strength of the block. Adobe units shall have an average wet 
compressive strength of 300 psi. Five samples shall be tested and no individual unit may have a 
wet compressive strength of less than 250 psi. 

 
Section R614.19.3.3 Modulus of rupture. Adobe units shall have an average modulus of rupture of 50 
psi when tested in accordance with the following procedure.  Five samples shall be tested and no 
individual unit shall have a modulus of rupture of less than 35 psi. 
 
Section R614.19.3.3.1 Support conditions. A cured unit shall be simply supported by 2-inch-diameter 
cylindrical supports located 2 inches in from each end and extending the full width of the unit. 
 
Section R614.19.3.3.2 Loading conditions. A 2-inch-diameter cylinder shall be placed at mid-span 
parallel to the supports. 
 
Section R614.19.3.3.3 Testing procedure. A vertical load shall be applied to the cylinder at the rate of 
500 pounds per minute until failure occurs. 
 
Section R614.19.3.3.4 Modulus of rupture determination. The modulus of rupture shall be determined 
by the formula: 
 
Equation 2116.3.3.4-1 
Fr = 3WLs/2bt2        
 
Where, for the purposes of this section only: 
 
b    =  Width of the test specimen measured parallel to the loading cylinder, inches. 
fr   =   Modulus of rupture, psi. 
Ls  =  Distance between supports, inches. 
T   =  Thickness of the text specimen measured parallel to the direction of load, inches. 
W  =  The applied load at failure, pounds. 
 
Section R614.19.3.4 Absorption less than 2.5%. A 4-inch cube, cut from an adobe unit fried to a 
constant weight in a ventilated oven at 212 degrees F to 239 degrees F, shall not absorb more than 2 ½ 
percent moisture by weight when placed upon a constantly water-saturated, porous surface for 7 days.  
A minimum of five specimens shall be tested and each specimen shall be cut from a separate unit. 
 
Section R614.19.3.5 Absorption less than 5.0%. A 4-inch cube, cut from an adobe unit fried to a 
constant weight in a ventilated oven at 212 degrees F to 239 degrees F, shall not absorb more than 5 
percent moisture by weight when placed upon a constantly water-saturated, porous surface for 7 days.  
A minimum of five specimens shall be tested and each specimen shall be cut from a separate unit. 
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Section R614.19.3.6 Additional Requirements. All earthen units shall meet the following requirements: 
 

1. Moisture content requirements. Earthen units shall have a moisture content not exceeding 4 
percent by weight at the time of use. 

2. Shrinkage cracks. All earthen units shall not contain more than three shrinkage cracks and any 
single shrinkage crack shall not exceed 3 inches in length or 1/8 inch in width. 

3. Soil requirements. Soil used for moisture resisting adobe units and mortar shall be chemically 
compatible with the stabilizing material. The soil shall contain sufficient clay to bind the particles 
together without the aid of stabilizers. The soil shall contain not more than 0.2 percent of water-
soluble salts. 

 
Section R614.19.3.7 Cement Stabilized Rammed Earth. Cement stabilized Rammed Earth shall meet the 
following standards: 
 

1. Testing before Construction. The installer of cement stabilized Rammed Earth shall provide the 
following testing before issuance of a building permit. 

2. Materials from a Licensed Sand and Gravel Producer.  A copy of Proctor ASTM D 698 shall be 
provided for each soil type and source or combination of sources. Periodic testing as provided 
by the supplier may be supplied to meet this requirement. The soil shall contain not more than 
0.2 percent of water-soluble salts. 

3. Material Mined and Mixed on Site. A copy of ASTM D 698, ASTM C 117, ASTM C 136, and ASTM 
D 4318 shall be provided for each soil type and source or combination of sources. Such tests 
shall be repeated as required to assure that all materials to be used have been tested and are 
represented by the tests. The soil shall contain not more than 0.2 percent of water-soluble salts. 

4. Testing required during Construction. The installer of cement stabilized Rammed Earth shall 
provide the following tests made during the construction process.  A certified testing laboratory 
shall provide field density tests for comparison to the pre-construction Proctor ASTM D 698, 
percent moisture ASTM D 2216, dry density ASTM D 698, and percent moisture ASTM D 1556. 
Cement Stabilized Rammed Earth walls shall meet or exceed 95% maximum dry density (ASTM D 
698). Samples taken from the wall shall exceed 300 psi compression (ASTM D 1633) 14 days 
after placement. 
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Approved Standard for Earthen IBC Structures 
 

EARTHEN STRUCTURES 
 
Rated Fire-Resistance for Earthen Walls 

Material Item Construction 4 hour 3 hour 2 hour 1 hour 
1a Earthen Walls 1a – 1.1 Solid wall construction utilizing earth 

as the structural wall 
14 12 10 8 

 
Section 2114.1 General. Earthen structures with any site condition may be designed with accepted 
engineering practice for earthen wall structures and with the provisions of this standard. 
 
Section 2114.1.1 Earthen materials.  This section shall establish minimum standards for safety for 
construction of earthen materials structure, collectively known as adobe, burnt adobe, rammed earth, 
and hydraulic pressed unit construction. 
 
Section 2114.1.2 Professional registration required.  Plans and specifications designed under the 
provisions of this standard shall be prepared by an Arizona Registrant. 
 
Section 2114.2. Minimum thickness.  The minimum thickness of earthen structures shall be designed to 
limit tension to zero unless tensile reinforcement is provided. Walls shall be designed to meet forces 
prescribed by the International Building Code. The measurement of height of walls shall be the distance 
between points of lateral support. Wall thickness shall be measured from face to face of each wall withe.  
The thickness of walls using raked joints shall be the surface to surface distance of the mortar joints. The 
withes of wall sections shall not be combined without cross bonding of the masonry units throughout 
the structural element. Cross bonding shall mean overlapping of not less than 1/3 of the dimension of 
the masonry units. 
 
Section 2114.3 Support conditions.  Earthen structures shall be supported on a solid concrete, solid 
masonry foundation system the width of which shall be not greater than 1/6 inch narrower than the 
earthen structure which it supports. Earthen structures shall not be less than 6 inches above adjacent 
grade. 
 
Section 2114.4 Corbeled wall elements.  The maximum corbeled projection beyond the face of the wall 
shall not be more than 4 inches.  Such corbeled projections shall add additional thickness to the wall, the 
opposite face of the wall remaining plane with the primary wall plane. 
 
Section 2114.5 Moisture barrier. A moisture barrier equal to 30 lb. asphalt impregnated building paper, 
or equivalent moisture resistant barrier, shall be installed between the supporting foundation and the 
earthen material. 
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Section 2114.6 Allowable stresses.  Allowable compressive, tensile and shear stresses in earthen 
structures shall not exceed the values prescribed in Table 2114.6.A.  In determining the stresses, 
the effects of all loads and conditions of loading and the influence of all forces affecting the design 
and strength of the several parts shall be considered. Bolt values shall not exceed those set forth in 
International Building Code Table 2109.3.3.1. 
 
Section 2114.6.1 Combined units.  In walls composed of different kinds or grades of units, 
materials or mortars, the maximum stress shall not exceed the allowable stress for the weakest of 
the combination of units, materials and mortars of which the wall is composed.  The net thickness 
of any facing unit of earthen materials used to resist stress shall not be less than 3 inches (76 mm). 
 
When dissimilar materials, (e.g. concrete masonry or steel) are used to support earth wall 
construction, such elements shall be structurally isolated from other earth wall elements. The 
design shall recognize, with specific detailing, the effects shrinkage of the earth wall construction 
may have on the structural integrity of the structure. 
 

Table 2114.6.A 

Allowable Stresses for Empirical Design of Earthen Wall Structures 

Strength of Unit, Gross Area Allowable Stresses, Gross Sectional Area 1 

Compression:                                            300 psi Compressive Stress:                                          30 psi 

Modulus of rupture:                                  50 psi Allowable tension w/o tensile reinforcing:     0 psi 

Shear:                                                        N/A Shear with Special Inspection:                           8 psi 

 Shear w/o Special Inspection:                           4 psi 

Modulus of Elasticity:                               60,000 psi Allowable Deflection:                        Less than 0.5% 

Notes:  

1. Gross cross-sectional area shall be calculated on the actual rather than the nominal dimensions. 

 
Section 2114.7 Lateral support.  Earthen walls shall be laterally supported in the vertical direction 
and at intersection with other earthen walls. Support at the top of the wall shall in accordance 
with one of the methods in Section 2114.7.1 or Section 2114.7.2. 
 
Section 2114.7.1 Bond beams. A continuous bond beam system embedded in the earthen walls, 
designed to provide lateral support for the walls without the aid of additional bracing elements 
such as roof diaphragm. Bond beams of concrete or masonry shall be not less than the width of 
the wall minus 6 inches (152.4 mm). 
 
Section 2114.7.1.1 Bond beam anchorage.  Bond beams shall be anchored to earthen walls at 
intervals of not over 48 inches (1219 mm) by a connection with shear strength of not less than the 
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shear forces in both directions. The shear between a cast in place concrete bond beam and the 
earthen wall shall not exceed 1/8 the dead load at the base of the bond beam unless alternate 
attachment is provided compatible with the allowable stresses in Table 2114.6.A or International 
Building Code Table 2109.3.3.1. 
 
Section 2114.7.2 Roof diaphragm. A roof diaphragm complying with other provisions of this code 
adequate to provide lateral support may be used to brace earthen walls. Anchorage shall be tie 
beams as specified in Section 2114.7.2.2 or other anchorage methods of equal strength. 
 
Section 2114.7.2.1 Tie beams. A tie beam is a beam built into the earthen wall for the purpose of 
anchoring the roof diaphragm and transferring the lateral perpendicular and parallel forces. Tie 
beams shall be provided for all earthen walls laterally braced by a roof diaphragm. 
 
Section 2114.7.2.2 Tie beam anchorage.  Tie beams shall be anchored to earthen walls at intervals 
of not over 48 inches (1219 mm) by a connection with shear strength of not less than the shear 
forces in both directions. The shear between a cast in place concrete or masonry tie beam and the 
earthen wall shall not exceed 1/8 the dead load at the base of the bond beam unless alternate 
attachment is provided compatible with the allowable stresses in Table 2114.6.A or International 
Building Code Table 2109.3.3.1. 
 
Section 2114.8 Lintels. Earthen walls over openings shall be supported by steel lintels, reinforced 
concrete or masonry lintels or earthen material arches designed to support load imposed. Lintels 
shall not be supported by rigid structural columns, frames or posts with rigidities greater than the 
earthen wall unless the design allows for the potential for differential settlements. Small openings 
less than 12” (304.8 mm) may be constructed without structural lintels. 
 
Section 2114.9 Shear walls.  Earthen walls subject to in-plane loads shall be designed to be tension 
free unless tensile reinforcement is provided. Solid panels less than 4 feet (1219 mm) shall not be 
considered shear walls. 
 
Section 2114.10 Opening jambs. Portions of walls between openings shall be constructed with 
lengths of not less than 1 ½ times the thickness of the wall in which they occur. 
 
Section 2114.11 Freestanding piers.  Piers independent of earthen walls shall be designed to 
support vertical and horizontal loads unless braced by other elements of the structure. Tensile 
reinforcement shall be provided where tension occurs. When structural posts or columns are 
provided within the pier ties, attachments shall be provided to the earthen wall system to laterally 
secure it. 
 
Section 2114.11.1 Pier cap.  A solid concrete cap shall be provided at the top of load bearing piers 
under all concentrated loads.  The cap shall cover not less than 50% of the top of the pier. 
 
Section 2114.12 Chases.  Chases and recesses in earthen walls shall not be deeper than one-third the 
thickness of the wall thickness. The maximum length of a horizontal chase or horizontal projection shall 
not exceed 4 feet (1219 mm), and shall have at least 8 inches (203 mm) of earthen construction in back 
of the chases and recesses and between adjacent chases or recesses and at least 12 inches (305 mm) 
between the chase and the jambs of openings. 
Chases and recesses in earthen walls shall be designed and constructed so as not to reduce the 
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required strength or required fire resistance of the wall and in no case shall a chase or recess be 
permitted within the required area of a pier.  Earthen walls directly above chases or recesses wider 
than 16 inches (305 mm) shall be supported on noncombustible lintels. 
 
Section 2114.13 Stack bond.  When the earthen wall is constructed of units, (e.g. adobe brick), 
units shall not be laid in stack bond.  Units shall, in all locations throughout the wall system, 
overlap the courses below by not less than one-third the dimension of the units. 
 
Exception:  Ornamental non-structural elements may be laid in stack bond if properly tied to the 
main structure. 
 
Section 2114.14 Metal reinforcement.  All walls shall be anchored at their intersections, at vertical 
intervals of not more than 16 inches (406 mm) with joint reinforcement of at least 9 gage when 
using earthen units (e.g. adobe block).  Horizontal reinforcement shall be used throughout the wall 
system and be continuous at the intersections. Reinforcement used throughout the wall system 
shall be not more than 4 inches narrower than the wall thickness. 
 
Section 2114.15 Veneer.  All veneers using earthen materials shall be installed in accordance with 
this section.  Such veneers shall be installed with a noncombustible foundation, over concrete 
masonry, a backing of wood or cold-formed steel and the veneer shall be not less than 4 inches 
(101 mm) or greater than 8 inches (203 mm) in thickness. 
 
Section 2114.15.1 Anchorage. Earth units shall be anchored to the supporting wall with a 
corrosion- resistant veneer tie system mechanically attached to continuous horizontal joint 
reinforcement continuously installed in the veneer bed joint not less than 16 inches (406 mm) on 
center vertically. When earth mortar systems are used the tie system shall prevent the 
accumulation of mortar at the base of the veneer. Conventional brick ties shall not be used to 
anchor earth units. 
 
Section 2114.15.2 Air space.  The veneer shall be separated from the sheathing by an air space of 
a minimum of 1 inch (25 mm) but not more than 2 inches (51 mm). A weather-resistant membrane 
or 15 lb. asphalt-saturated felt shall be provided except when veneer is applied over concrete 
masonry or concrete backing. 
 
Section 2114.15.3 Flashing.  Approved corrosion-resistive flashing shall be provided in the exterior 
wall envelop in such a manner as to prevent entry of water into the wall cavity or penetration of 
water into the building structural framing components.  The flashing shall extend to the surface of 
the exterior wall finish and shall be installed to prevent water from reentering the exterior wall 
envelope. Flashing shall be located beneath the first course of veneer, and at other points of 
support, including structural floors, shelf angles and lintels. Approved corrosion-resisting flashing 
shall be installed at all of the following locations: 
 

• At top of all exterior window and door openings in such a manner as to be leak proof. 
• At the intersection of chimneys or other masonry construction with frame or stucco walls, with 

projecting lips on both sides under stucco copings. 
• Under and at the ends of masonry, wood or metal copings and sills. 
• Where exterior porches, decks or stairs attach to a wall or floor assembly of wood – frame 

construction.  
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• At wall and roof intersections. 
 
Section 2114.15.4 Weep holes. Weep holes shall be provided in the outside withe of masonry walls at a 
maximum spacing of 33 inches (838 mm) on center.  Weep holes shall not be less than 3/16 inches (4.8 
mm) in diameter.  Weep holes shall be located immediately above the flashing. 
 
Section 2114.16 Buttresses. Earthen walls used as buttresses shall not extend beyond an average length 
perpendicular to the wall to be braced a distance of 6 feet (1830 mm) without consideration to out-of- 
plane bending of the buttress. 
 
Section 2114.17 Gable End Walls. Gable end walls shall be constructed using veneer construction as 
required by Section 2114.15 or shall be provided with lateral bracing to prevent overturn. 
 
Section 2114.18 Ledgers.  Ledgers shall not be used to support vertical live and dead loads in excess of 
75 lbs. per lineal foot unless the tension in the wall due to bending from out-of-plane loads and the 
eccentric load from the ledger is zero. 
 
Section 2114.19 Material standards. The materials used in earthen wall structures shall comply with the 
following material standards. For each of the tests prescribed in these standards, five full size sample 
units shall be selected at random from each lot of units or fraction thereof produced. Mass wall systems 
such as rammed earth shall provide five tests for each required standard test series. 
 
Section 2114.19.1 Manufacturers of earthen materials. Established manufacturers of earthen materials 
shall certify compliance with these standards.  Copies of their periodic testing shall be supplied to the 
building official when requested. Literature, advertising and other information supplied by the 
manufacturer to designers and users of earthen materials shall include the actual dimensions of units, 
not nominal dimensions. 
 
Section 2114.19.2 Onsite earthen materials. Earthen units, mortar, rammed earth wall materials mined, 
mixed, formulated, and or molded on site shall be tested for compliance with these standards.  For 
individual structures, a set of tests shall be provided for the first 2500 square feet of wall and an 
additional test for each additional 2500 square feet or portion thereof in the structure. At least one set 
of tests shall be made for each structure and for each 2500 square feet of patio wall. The fabricator of 
the materials used in the project shall certify in writing to the building official compliance with these 
standards.  The certification shall include the number of units site molded, size of the units, volume of 
material used as mortar, dates of fabrication, and results of testing of the material.  If materials from 
established manufacturers and onsite materials are used in the project, copies of records including 
sources, quantities, and location of use within the structure shall be provided to the building official 
upon request. 
 
Section 2114.19.3 Categories of earthen materials. Type I, II, III, and IV earthen materials are approved 
for use in construction of projects designed in accordance with Section 2114. 
 
Exception: Type I adobe shall only be used for repairs and small additions in which new walls do not 
exceed 10% of the surface area of existing walls of Type I construction and for structures constructed of 
a similar material system and for projects requiring this class of materials to meet historic guidelines. 
 
Required plaster veneer. Adobe of Type I and II shall be protected on the exterior with exterior plaster 

34

BCAS #3



meeting the requirements of IBC Section 2512 applied over wire lath. Type I and II adobe shall not be 
used within 4 inches (102mm) of the floor or at the top of parapet walls or near potential sources of 
water which may affect the stability of the earth wall system.  Other Types of adobe may be left 
unplastered and may be used without separation from the floor. 
 
Adobe units and mortar. Moisture resistant stabilized adobe units and mortar shall meet the following 
testing standards as indicated in Table 2114.19. Type S portland cement mortar may be used for Type II, 
III, and IV adobe in lieu of earth mortar. 
 

Table 2114.16.3.1 
Material 
Type 

Dry 
Compression 
 

Wet 
Compression  

Modulus of 
Rupture  

Absorption 
<2.5%  

Absorption 
<5.0%  

Moisture 
Content  

I X  X   X 
II X  X  X X 
III X  X X  X 
IV  X X   X 
X – Indicates that material must pass the test standards prescribed in this Section 
 
Section 2114.19.4.1 Dry compression strength. Determine the compressive strength of the required 
number of samples in accordance with the following: 

1. Dry the specimen. Dry the specimen at a temperature of 85o F+-15o F in an atmosphere having 
relative humidity of not more than 50 percent.  Weigh the specimen at one-day intervals until 
constant weight is attained. 

2. Cap the specimen. The specimen may be suitably capped with calcined gypsum mortar or the 
bearing surfaces may be rubbed smooth and true.  Then calcined gypsum is used for capping, 
conduct the test after the capping has set and the specimen has been dried to constant weight 
in accordance with item 1 of this section. 

3. Test the Specimen. Test the specimens in the position in which the earthen unit is designed to 
be used.  And bed on and cap with a felt pad not less than 1/8 inch or more than ¼ inch in 
thickness. 

4. Testing equipment. The loading head shall completely cover the bearing area of the specimen 
and the applied load shall be transmitted through a spherical bearing block of proper design.  
The speed of the moving head of the testing machine shall not be more than 0.05 inch (1.27mm) 
per minute.       

5. Reporting results. Calculate the average compressive strength of the specimens tested and 
report this as the compressive strength of the block. Units shall have an average dry 
compressive strength of 300 psi (2068 kPa) and no individual unit may have a strength of less 
than 250 psi (1724 kPa). 

 

Section 2114.19.4.2 Wet compression strength. Determine the compressive strength of the required 
number of specimen in accordance with the following: 

 

35

BCAS #3



1. Wetting the specimen. Submerge the specimen under water for not less than 8 hours or longer 
as required until fully saturated. 

2. Test the specimen. Immediately test the specimen in the position in which the earthen unit is 
designed to be used.  And bed on and cap with a felt pad not less than 1/8 inch (3.2mm)or more 
than ¼ inch (6.4mm) in thickness. 

3. Testing equipment. The loading head shall completely cover the bearing area of the specimen 
and the applied load shall be transmitted through a spherical bearing block of proper design.  
The speed of the moving head of the testing machine shall not be more than 0.05 inch 
(1.27mm)per minute.       

4. Reporting results. Calculate the average compressive strength of the specimens tested and 
report this as the compressive strength of the block. Adobe units shall have an average wet 
compressive strength of 300 psi (2068 kPa). Five samples shall be tested and no individual unit 
may have a wet compressive strength of less than 250 psi (1724 kPa). 

 
Section 2114.19.5 Modulus of rupture. Adobe units shall have an average modulus of rupture of 50 psi 
(345 kPa) when tested in accordance with the following procedure.  Five samples shall be tested and no 
individual unit shall have a modulus of rupture of less than 35 psi (241 kPa). 
 
Section 2114.19.5.1 Support conditions.  A cured unit shall be simply supported by 2-inch-diameter (51 
mm) cylindrical supports located 2 inches (51 mm) in from each end and extending the full width of the 
unit. 
 
Section 2114.19.5.2 Loading conditions.  A 2-inch-diameter (51 mm) cylinder shall be placed at midspan 
parallel to the supports. 
 
Section 2114.19.5.3 Testing procedure.  A vertical load shall be applied to the cylinder at the rate of 500 
pounds per minute (37 N/s) until failure occurs. 
 
Section 2114.19.5.4 Modulus of rupture determination.  The modulus of rupture shall be determined by 
Equation 2116.3.1.3.4-1. 
 
Equation 2114.19.5.4 
Fr = 3WLs/2bt2 
 
Where, for the purposes of this section only: 
b = Width of the test specimen measured parallel to the loading cylinder, inches (mm). 
fr = Modulus of rupture, psi (Mpa). 
Ls = Distance between supports, inches (mm). 
t =Thickness of the test specimen measured parallel to the direction of load, inches (mm). 
W =The applied load at failure, pounds (N). 
 
Section 2114.19.6 Absorption less than 2.5%. A 4-inch (102 mm) cube, cut from an adobe unit fried to a 
constant weight in a ventilated oven at 212 degrees F to 239 degrees F , shall not absorb more than 2 ½ 
percent moisture by weight when placed upon a constantly water-saturated, porous surface for 7 days.  
A minimum of five specimens shall be tested and each specimen shall be cut from a separate unit. 
 
Section 2114.19.7 Absorption less than 5.0%. A 4-inch (102 mm) cube, cut from an adobe unit fried to a 
constant weight in a ventilated oven at 212 degrees F to 239 degrees F, shall not absorb more than 5 
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percent moisture by weight when placed upon a constantly water-saturated, porous surface for 7 days.  
A minimum of five specimens shall be tested and each specimen shall be cut from a separate unit. 
 
Section 2114.19.8 Additional requirements. All earthen units shall meet the following requirements: 
 

1. Moisture content requirements.  Earthen units shall have a moisture content not exceeding 
4 percent by weight at the time of use. 

 
2. Shrinkage cracks. All earthen units shall not contain more than three shrinkage cracks and 

any single shrinkage crack shall not exceed 3 inches (76.2mm) in length or 1/8 inch (3.2mm) 
in width. 

 
3. Soil requirements. Soil used for moisture resisting adobe units and mortar shall be 

chemically compatible with the stabilizing material. The soil shall contain sufficient clay to 
bind the particles together without the aid of stabilizers. The soil shall contain not more than 
0.2 percent of water-soluble salts. 

 
Section 2114.19.9 Cement stabilized rammed earth. Cement stabilized Rammed Earth shall meet the 
following standards: 

1. Testing before construction. The installer of cement stabilized Rammed Earth shall provide 
the following testing before issuance of a building permit. 

2. Materials from a licensed sand and gravel producer.  A copy of Proctor ASTM D 698 shall be 
provided for each soil type and source or combination of sources. Periodic testing as 
provided by the supplier may be supplied to meet this requirement. The soil shall contain 
not more than 0.2 percent of water-soluble salts. 

3. Material mined and mixed on site. A copy of ASTM D 698, ASTM C 117, ASTM C 136, and 
ASTM D 4318 shall be provided for each soil type and source or combination of sources. 
Such tests shall be repeated as required to assure that all materials to be used have been 
tested and are represented by the tests. The soil shall contain not more than 0.2 percent of 
water-soluble salts. 

4. Testing required during construction. The installer of cement stabilized Rammed Earth shall 
provide the following tests made during the construction process.  A certified testing 
laboratory shall provide field density tests for comparison to the pre-construction Proctor 
ASTM D 698, percent moisture ASTM D 2216, dry density ASTM D 698, and percent moisture 
ASTM D 1556.  Cement Stabilized Rammed Earth walls shall meet or exceed 95% maximum 
dry density (ASTM D 698). Samples taken from the wall shall exceed 300 psi compression 
(2068 kPa) (ASTM D 1633) 14 days after placement. 

 

37

BCAS #3



Approved Standard for Straw-Bale Construction 
 

Straw-Bale Structures 
 

Section 101 Purpose.  The purpose of this appendix chapter is to establish minimum prescriptive 
standards of safety for the construction of structures which use baled straw as a load bearing or non-
load bearing material. 
 
Section 102 Scope.  The provisions of this chapter shall apply to all structures utilizing straw-bales in the 
construction of wall systems.  
 
Section 103 Definitions.  For the purpose of this chapter, certain terms are defined as follows: 
 
STRAW is the dry stems of cereal grains left after the seed heads have been removed. 
 
BALES are rectangular compressed blocks of straw, bound by strings or wire. 
 
FLAKES are slabs of straw removed from an untied bale.  Flakes are used to fill small gaps between the 
ends of stacked bales. 
 
LAID FLAT refers to stacking bales so that the sides with the largest cross-sectional area are horizontal 
and the longest dimension of this area is parallel with the wall plane. 
 
LAID ON-EDGE refers to stacking bales so that the sides with the largest cross-sectional area are vertical 
and the longest dimension of this area is horizontal and parallel with the wall plane. 
 
Section 104 Materials 
 
Section 104.1 Specifications for Bales. 
 
Section 104.1.1 Type of Straw.  Bales of various types of straw, including, but not limited to, wheat, rice, 
rye, barley, oats and similar plants, shall be acceptable if they meet the minimum requirements for 
density, shape, moisture content, and ties. 
 
Section 104.1.2 Shape. Bales shall be rectangular in shape. 
 
Section 104.1.3 Dimensions.  Bales used within a continuous wall shall be of consistent height and width 
to ensure even distribution of loads within wall systems. 
 
Section 104.1.4 Ties.  Bales shall be bound with ties of either polypropylene string or baling wire. Bales 
with broken or loose ties shall not be used unless the broken or loose ties are replaced with ties which 
restore the original degree of compaction of the bale. 
 
Section 104.1.5 Moisture Content.  Moisture content of bales, at time of installation, shall not exceed 
20% of the total weight of the bale.  Moisture content of bales shall be determined by one of the 
following: 
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1. Field Method.  A suitable moisture meter, designed for use with baled straw or hay, and 
equipped with a probe of sufficient length to reach the center of the bale, shall be used to 
determine the average moisture content of 5 bales randomly selected from the bales to be 
used. 

2. Laboratory Method.  A total of 5 samples, taken from the center of each of 5 bales randomly 
selected from the bales to be used, shall be tested for moisture content by a recognized 
testing lab. 

 
Section 104.1.6 Density.  Bales in load-bearing structures shall have a minimum calculated dry density of 
7.0 pounds per cubic foot (112.13kg/m3).  The calculated dry density shall be determined after reducing 
the actual bale weight by the weight of the moisture content, as determined in Section 104.1.5.  The 
calculated dry density shall be determined by dividing the calculated dry weight of the bale by the 
volume of the bale. 
 
Section 104.1.7 Custom Size Bales.  Where custom-made partial bales are used, they shall be of the 
same density, same string or wire tension, and, where possible, use the same number of ties as the 
standard size bales. 
 
Section 105 Construction and General Requirements 
 
Section 105.1 General.  Bale walls, when covered with plaster, drywall or stucco shall be deemed to have 
the equivalent fire resistive rating as wood frame construction with the same wall-finishing system. 
 
Section 105.2 Wall Thickness.   Nominal minimum bale wall thickness shall be 14 inches. 
 
Section 105.3 Wall Height.  Bale walls shall not exceed one story in height and the bale portion shall not 
exceed a height to width ratio of 5.6:1 (for example, the maximum height for the bale portion of a 23 
inch thick wall would be 10 feet - 8 inches), unless the structure is designed by an Arizona Registrant. 
Exception:  In the non-load bearing exterior end walls of structures with gable or shed roofs, an 
approved continuous assembly shall be required at the roof bearing assembly level. 
 
Section 105.4 Unsupported Wall Length.  The ratio of unsupported wall length to thickness, for bale 
walls, shall not exceed 13:1 (for a 23-inch thick wall, the maximum unsupported length allowed is 25 
feet), unless the structure is designed by an Arizona Registrant. 
 
Section 105.5 Allowable Loads.  The allowable vertical load (live and dead load) on the top of bale walls 
shall not exceed 360 pounds per square foot (psf) (15.17kg/m2) and the resultant load  shall act at the 
center of the wall.  Bale structures shall be designed to withstand all vertical and horizontal loads as 
specified in the International Building Code or the International Residential Code. 
 
Section 105.6 Foundations.   Foundations shall be sized to accommodate the thickness of the bale wall 
and the load created by the wall and roof live and dead loads.  Foundation (stem) walls which support 
bale walls shall extend to an elevation of not less than 6 inches (152.4mm) above adjacent ground at all 
points.  The minimum width of the footing shall be the width of the bale it supports, except that the 
bales may overhang the exterior edge of the foundation by not more than 3 inches (76.2mm) to 
accommodate rigid perimeter insulation.  Footings shall extend a minimum of 12 inches (304.8mm) 
below natural, undisturbed soil, or to frost line, whichever is lower. 
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Section 105.7 Wall and Roof Bearing Assembly Anchorage 
 
Section 105.7.1 General.  Vertical reinforcing bars with a minimum diameter of 1/2” (12.7mm), shall be 
embedded in the foundation a minimum depth of 6 inches (152.4mm), and shall extend above 
foundation a minimum of 12 inches (304.8mm).  These vertical bars shall be located along the centerline 
of the bale wall, spaced not more than 2 feet apart (609.6mm).  A vertical bar shall also be located within 
1 foot (304.8mm) of any opening or corner, except at locations occupied by anchor bolts. 
 
Section 105.7.2 Intersecting Walls.  Walls of other materials intersecting bale walls shall be attached to 
the bale wall by means of one or more of the following methods or an acceptable equivalent: 
 

1. Wooden dowels at least 5/8” (15.88mm) in diameter of sufficient length to provide 
12 inches (304.8mm) of penetration into the bale, driven through holes bored in the 
abutting stud, and spaced to provide one dowel connection per bale. 

2. Pointed wooden stakes, at least 12 inches (304.8mm) in length and 1-1/2” (38.1mm) 
by 3-1/2” (88.9mm) at the exposed end, fully driven into each course of bales, as 
anchorage points. 

3. Bolted or threaded rod connection of the abutting wall, through the bale wall, to a steel 
nut and steel or plywood plate washer, a minimum of 6 inches (152.4mm) square and a 
minimum thickness of 3/16” (4.76mm) for steel and 1/2” (12.7mm) for plywood, in at 
least three locations. 

 
Section 105.7.3 Anchor Bolts.  Load bearing bale walls shall be anchored to the foundation by 1/2” 
(12.7mm) diameter steel anchor bolts embedded at least 7 inches (177.8mm) in the foundation at 
intervals of 6 feet (1828.8mm) or less.  A minimum of two anchor bolts per wall shall be provided with 
one bolt located within 36 inches (914.4mm) of each end of each wall.  Sections of 1/2” (12.7mm) 
diameter threaded rod shall be connected to the anchor bolts, and to each other, by means of threaded 
coupling nuts and shall extend through the roof bearing assembly and be fastened with a steel washer 
and nut.  Bale walls and roof bearing assemblies may be anchored to the foundation by means of other 
methods which are adequate to resist uplift forces resulting from the design wind load.  There shall be a 
minimum of two points of anchorage per wall, spaced not more than 6 feet (1828.8mm) apart, with one 
located within 36 inches (914.4mm) of each end of each wall. 
 
The dead load of the roof and ceiling systems will produce vertical compression of the bales. Regardless 
of the anchoring system used to attach the roof bearing assembly to the foundation, prior to installation 
of wall finish materials, bolts or straps shall be re-tightened to compensate for this compression. 
 
Section 105.7.4 Moisture Barrier.  A moisture barrier shall be used between the top of the foundation 
and the bottom of the bale wall to prevent moisture from migrating through the foundation into the 
bottom course of bales.  This barrier shall consist of one of the following: 
 

1. Cementitious waterproof coating; 
2. Type 30 asphalt felt over an asphalt emulsion; 
3. Sheet metal flashing, sealed at joints; 
4. Other approved building moisture barrier.  All penetrations through the moisture 

barrier, as well as all joints in the barrier, must be sealed with asphalt, caulking or an 
approved sealant. 
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Section 105.7.5 Stacking and Pinning.  Bales in load-bearing walls shall be laid flat and stacked in running 
bond where possible, with each bale overlapping the two bales beneath it.  Bales in non load- bearing 
walls may be laid either flat or on-edge and stacked in running bond where possible.  Overlaps shall be a 
minimum of 12 inches (304.8mm).  Gaps between the ends of bales which are less than 6 inches 
(152.4mm) in width can be filled by an untied flake inserted snugly into the gap. 
 
The first course of bales shall be laid by impaling the bales on the vertical bars or threaded rods, if any, 
extending from the foundation.  When the fourth course has been laid, #4 rebar pins, or an acceptable 
equivalent, long enough to extend through all four courses, shall be driven down through the bales, two 
in each bale, located so that they do not pass within 6 inches (152.4mm) of, or through the space 
between the ends of any two bales.  The layout of these pins shall approximate the layout of the vertical 
bars extending from the foundation.  As each subsequent course is laid, two such pins, long enough to 
extend through the course being laid and the three courses immediately below it, shall be driven down 
through each bale.  This pinning method shall be continued to the top of the wall.  In walls seven or eight 
courses high, pinning at the fifth course may be eliminated. 
 
Only full-length bales shall be used at corners of load bearing walls, unless exceptions are designed by an 
Arizona Registrant. 
 
Vertical #4 rebar pins, or an acceptable alternative, shall be located within 1 foot of all corners or door 
openings. 
 
Staples, made of #3 or larger rebar formed into a “U” shape, at least 18 inches (457.2mm) long with two 
6 inch (152.4mm) legs, shall be used at all corners of every course, driven with one leg into the top of 
each abutting corner bale. In lieu of staples, corner bales may be tied together, by a method approved 
by the building official. 
 
Section 105.7.5.1 Alternative Pinning Method. When the third course has been laid, vertical #4 rebar 
pins, or an acceptable equivalent, long enough to extend through all three courses, shall be driven down 
through the bales, two in each bale, located so that they do not pass within 6 inches (152.4mm) of, or 
through the space between the ends of any two bales.  The layout of these rebar pins shall approximate 
the layout of the rebar pins extending from the foundation.  As each subsequent course is laid, two such 
pins, long enough to extend through that course and the two courses immediately below it shall be 
driven down through each bale.  This pinning method shall be continued to the top of the wall. 
 
Section 105.7.6 Roof Bearing Assembly.  Load bearing bale walls shall have a roof bearing assembly at 
the top of the wall to bear the roof load and to provide a means of connecting the roof structure to the 
foundation.  The roof bearing assembly shall be continuous along the tops of structural walls. 
 
An acceptable roof bearing assembly option consists of two double 2” X 6” (50.8mm X 152.4mm), or 
larger, horizontal top plates, one located at the inner edge of the wall and the other at the outer edge.  
Connecting the two doubled top plates and located horizontally and perpendicular to the length of the 
wall shall be 2” X 6” (50.8mm X 152.4mm) cross members spaced no more than 72 inches (1828.8mm) 
center to center, and as required to align with the threaded rods extending from the anchor bolts in the 
foundation.  The double 2” X 6” (50.8mm X 152.4mm) top plates shall be face nailed with 16d nails 
staggered at 16 inches (406.4mm) on center, with laps and intersections face nailed with four 16d nails.  
The cross members shall be face nailed to the top plates with four 16d nails at each end. Corner 
connections shall include overlaps nailed as above or an acceptable equivalent such as plywood gussets 
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or metal plates.  Alternatives to this roof bearing assembly option must provide equal or greater vertical 
rigidity and provide horizontal rigidity equivalent to a continuous double 2” X 4” (50.8mm X 101.6mm) 
top plate. 
 
The connection of roof framing members to the roof bearing assembly shall comply with the appropriate 
sections of the International Residential Code or International Building Code. 
 
Section 105.7.7 Openings and Lintels.  All openings in load bearing bale walls shall be a minimum of one 
full bale length from any outside corner, unless exceptions are designed by an Arizona Registrant. 
 
Section 105.7.7.1 Openings.   Openings in exterior bale walls shall not exceed 50 percent of the total 
wall area, based on interior dimensions, where the wall is providing resistance to lateral loads, unless the 
structure is designed by an Arizona Registrant. 
 
Section 105.7.7.2 Lintels.  Wall and/or roof load present above any opening shall be carried, or 
transferred to the bales below by one of the following: 
 

1. A structural frame, 
2. A lintel (such as an angle-iron cradle, wooden beam, wooden box beam). Lintels shall 

be at least twice as long as the opening is wide and extend at least 24” (609.6mm) 
beyond either side of the opening. Lintels shall be centered over openings, and shall 
not exceed the load limitations of Section 105.5 by more than 25 percent. 

 
Section 105.7.8 Moisture Protection.  All weather-exposed bale walls shall be protected from water 
damage.  An approved building moisture barrier shall be used to protect at least the bottom course of 
bales, but not more than the lower one-third of the vertical exterior wall surface, in order to allow 
natural transpiration of moisture from the bales.  The moisture barrier shall have its upper edge inserted 
at least 6 inches (152.4mm) into the horizontal joint between two courses of bales, and shall extend at 
least 3 inches (76.2mm) below the top of the foundation.  Bale walls shall have special moisture 
protection provided at all window sills.  Unless protected by a roof, the tops of walls shall also be 
protected. This moisture protection shall consist of a waterproof membrane, such as asphalt-
impregnated felt paper, polyethylene sheeting, or other acceptable moisture barrier, installed in such 
manner as to prevent water from entering the wall system at window sills or at the tops of walls. 
 
Section 105.7.9 Wall Finishes.  Interior and exterior surfaces of bale walls shall be protected from 
mechanical damage, flame, animals, and prolonged exposure to water.  Bale walls adjacent to bath and 
shower enclosures shall be protected by a moisture barrier. 
 
Cement stucco shall be reinforced with galvanized woven wire stucco netting or an acceptable 
equivalent.  Such reinforcement shall be secured by attachment through the wall at a maximum spacing 
of 24 inches (609.6mm) horizontally and 16 inches (406.4mm) vertically. 
 
Where bales abut other materials, the plaster/stucco shall be reinforced with galvanized expanded metal 
lath, or an acceptable equivalent, extending a minimum of 6 inches (152.4mm) onto the bales. 
 
Earthen and lime-based plasters may be applied directly onto the exterior and interior surface of bale 
walls without reinforcement, except where applied over materials other than straw.  Weather-exposed 
earthen plasters shall be stabilized. 
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Lime based plasters may be applied directly onto the exterior surface of bale walls without 
reinforcement, except where applied over materials other than straw. 
 
Section 105.7.10 Electrical.  Type NM or UF cable may be used, or wiring may be run in metallic or 
nonmetallic conduit systems. Electrical boxes shall be securely attached to wooden stakes driven a 
minimum of 12 inches into the bales, or an acceptable equivalent. 
 
Section 105.7.11 Plumbing.   Water or gas pipes within bale walls shall be encased in a continuous pipe 
sleeve to prevent leakage within the wall.  Where pipes are mounted on bale walls, they shall be isolated 
from the bales by a moisture barrier. 
 
Section 106 Patio/Landscape Walls 
 
Section 106.1 General.  This section covers freestanding or attached bale privacy or landscape walls, not 
exceeding 6 feet (1828.8mm) in height, from final grade to top of wall.  Bales may be stacked either flat 
or on- edge.  Alternate methods, other than those listed in this section, may be approved by the building 
official. 
 
Section 106.2 Foundations.  The minimum foundation shall consist of an 8 inch thick reinforced concrete 
stem wall, over an approved footing.  Minimum width of the stem wall shall be equal to the width of the 
bottom bale.  Stem walls shall have continuous horizontal reinforcement consisting of two #4 bars with 
24 inches (609.6mm) minimum lap at splices. 
 
Section 106.2.1 Reinforcement.  Vertical reinforcing bars, a minimum 3/8" (9.53mm) in diameter, shall 
be placed in the center of the stem wall, two per bale, and extend up a minimum of 24 inches 
(609.6mm), and be embedded a minimum of 4 inches (101.6mm) into the concrete stem wall.  Bales 
shall be pinned, using two 3/8" (9.53mm) diameter bars per bale, and use pins long enough to provide at 
least one vertical bar from stem wall to top of wall, with a minimum of one full bale overlap where not 
continuous. 
 
For the purpose of attaching stucco mesh to the wall, 12d or larger galvanized common double-headed 
nails shall be embedded in the concrete a minimum of 1 inch (25.4mm) below the top of the stem wall, 
with the heads embedded a minimum of 2 inches (50.8mm) into the concrete, and the points extending 
a minimum of 3/4" (19.05mm) from the face of the stem wall, and spaced a minimum of 6" (152.4mm) 
on center on both sides of the wall. 
 
Section 106.2.2 Moisture Barrier.  A moisture barrier shall be used between the top of the stem wall 
and the first course of bales.  A moisture barrier shall also be used to protect the tops of bales at the top 
of walls, and shall extend 6 inches (152.4mm) down on either side of the wall. 
 
Section 106.2.3 Stucco Mesh.  Stucco mesh, 20 gauge or heavier, shall be attached by means of clinching 
the embedded nails on one side of the wall, stretching a continuous piece of netting tightly over the top 
of the wall, and fastening the netting in the same manner on the opposite side of the wall. 
 
Section 106.2.4 Wall Finish.  Walls shall be finished with cement stucco, or stabilized mud plaster, 
with a minimum thickness of7/8" (22.23mm). 
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	Earthen Wall Structures 
	 
	Section R614.1 General. Earthen wall structures in Seismic Design Category A, B or C with basic wind speed of 90 mph or less with wind exposure category of A, B, or C may be designed and constructed in accordance with the provisions of this standard. 
	 
	This Section shall comply with the seismic requirements of the International Residential Code. 
	 
	Exception: Structures with any site conditions may be designed with accepted engineering practice for earthen wall structures and the provisions of the approved Standard for IBC Earthen Structures. 
	 
	Section R614.1.1 Earthen materials.  This section shall establish minimum standards for safety for construction of earthen materials structures, collectively known as adobe, rammed earth, and hydraulic pressed unit construction. 
	 
	Section R614.1.2 Professional registration not required.  When the empirical design provisions of this section are used to design wall systems, project drawings, typical details and specifications are not required to bear the seal of an architect or engineer. 
	 
	Section R614.1.3 Professional registration required.  When the earthen structure exceeds the empirical design provisions of this standard, the plans and specifications shall be prepared by an Arizona Registrant.  All such projects shall be designed in accordance with the approved Standard for IBC Earthen Structures. 
	 
	Section R614.2 Dimensions of earth walls. Dimensions of earthen walls shall conform to the requirements of this section. 
	 
	Section R614.2.1 Thickness and Height. The minimum thickness and maximum height of earthen 
	walls and parapets shall be in accordance with Tables R614.2.1 (1 to 6) based upon the Sds value for the project site. Wall thickness shall be measured from face to face of walls with concave joints. 
	Walls with rake joints shall be measured surface of joint to surface of joint.  The thickness of wall sections shall not be combined without full cross bonding of the masonry units throughout the wall. 
	 
	: Walls supported only at ground level and only supported at the base of the wall shall be limited to a height of ½ that allowed by Tables R614.2.1 (1 to 6).
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	Actual Wall Thickness (in) 


	 
	 
	 

	10 
	10 

	11 
	11 

	12 
	12 

	13 
	13 

	14 
	14 

	15 
	15 

	16 
	16 

	18 
	18 

	20 
	20 

	22 
	22 

	24 
	24 


	Maximum Wall Height (in) 
	Maximum Wall Height (in) 
	Maximum Wall Height (in) 


	Exterior 
	Exterior 
	Exterior 

	NP 
	NP 

	83 
	83 

	99 
	99 

	116 
	116 

	135 
	135 

	144 
	144 

	144 
	144 

	144 
	144 

	144 
	144 

	144 
	144 

	144 
	144 


	Interior 
	Interior 
	Interior 

	106 
	106 

	116 
	116 

	127 
	127 

	137 
	137 

	144 
	144 

	144 
	144 

	144 
	144 

	144 
	144 

	144 
	144 

	144 
	144 

	144 
	144 


	Parapet 
	Parapet 
	Parapet 

	NP 
	NP 

	22 
	22 

	24 
	24 

	26 
	26 

	28 
	28 

	30 
	30 

	32 
	32 

	36 
	36 

	40 
	40 

	44 
	44 

	48 
	48 


	 
	 
	 


	Bond Beam Size and Steel Requirements 
	Bond Beam Size and Steel Requirements 
	Bond Beam Size and Steel Requirements 


	All Bond Beams 8” Minimum Height 
	All Bond Beams 8” Minimum Height 
	All Bond Beams 8” Minimum Height 


	 
	 
	 
	Exterior Wall No Parapet 


	Type “A” 
	Type “A” 
	Type “A” 

	2 - #4 
	2 - #4 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	2 - #5 
	2 - #5 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 


	Type “B” 
	Type “B” 
	Type “B” 

	2 - #5 
	2 - #5 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #4 
	4 - #4 

	2 - #5 
	2 - #5 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 


	Type “C” 
	Type “C” 
	Type “C” 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	2 - #5 
	2 - #5 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 


	 
	 
	 
	Exterior Wall w/ Full Parapet 


	Type “A” 
	Type “A” 
	Type “A” 

	2 - #4 
	2 - #4 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	2 - #5 
	2 - #5 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 


	Type “B” 
	Type “B” 
	Type “B” 

	2 - #5 
	2 - #5 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #4 
	4 - #4 

	2 - #5 
	2 - #5 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 


	Type “C” 
	Type “C” 
	Type “C” 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	2 - #5 
	2 - #5 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 


	 
	 
	 
	Interior Wall w/ infill between beams 


	Type “A” 
	Type “A” 
	Type “A” 

	2 - #4 
	2 - #4 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	2 - #5 
	2 - #5 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 


	Type “B” 
	Type “B” 
	Type “B” 

	2 - #5 
	2 - #5 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #4 
	4 - #4 

	2 - #5 
	2 - #5 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 


	Type “C” 
	Type “C” 
	Type “C” 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	2 - #5 
	2 - #5 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 


	 
	 
	 


	Bond Beam Load 
	Bond Beam Load 
	Bond Beam Load 

	46 
	46 

	61 
	61 

	79 
	79 

	100 
	100 

	125 
	125 

	125 
	125 

	108 
	108 

	80 
	80 

	42 
	42 

	0 
	0 

	0 
	0 


	Bond Beam Load 
	Bond Beam Load 
	Bond Beam Load 

	81 
	81 

	103 
	103 

	130 
	130 

	160 
	160 

	194 
	194 

	204 
	204 

	198 
	198 

	194 
	194 

	183 
	183 

	171 
	171 

	203 
	203 


	Bond Beam Load 
	Bond Beam Load 
	Bond Beam Load 

	84 
	84 

	100 
	100 

	118 
	118 

	137 
	137 

	150 
	150 

	151 
	151 

	152 
	152 

	155 
	155 

	158 
	158 

	161 
	161 

	164 
	164 



	 
	NP = This Wall is Not Permitted 
	Table R614.2.1 (3) 
	Table R614.2.1 (3) 
	Table R614.2.1 (3) 
	Table R614.2.1 (3) 


	Seismic Sites w/ Sds 
	Seismic Sites w/ Sds 
	Seismic Sites w/ Sds 

	0.30 TO 0.35 
	0.30 TO 0.35 


	Assuming zero tension out-of-plane 
	Assuming zero tension out-of-plane 
	Assuming zero tension out-of-plane 


	 
	 
	 


	Actual Wall Thickness (in) 
	Actual Wall Thickness (in) 
	Actual Wall Thickness (in) 


	 
	 
	 

	10 
	10 

	11 
	11 

	12 
	12 

	13 
	13 

	14 
	14 

	15 
	15 

	16 
	16 

	18 
	18 

	20 
	20 

	22 
	22 

	24 
	24 


	Maximum Wall Height (in) 
	Maximum Wall Height (in) 
	Maximum Wall Height (in) 


	Exterior 
	Exterior 
	Exterior 

	NP 
	NP 

	83 
	83 

	99 
	99 

	116 
	116 

	127 
	127 

	136 
	136 

	144 
	144 

	144 
	144 

	144 
	144 

	144 
	144 

	144 
	144 


	Interior 
	Interior 
	Interior 

	91 
	91 

	100 
	100 

	109 
	109 

	118 
	118 

	127 
	127 

	136 
	136 

	144 
	144 

	144 
	144 

	144 
	144 

	144 
	144 

	144 
	144 


	Parapet 
	Parapet 
	Parapet 

	NP 
	NP 

	22 
	22 

	24 
	24 

	26 
	26 

	28 
	28 

	30 
	30 

	32 
	32 

	36 
	36 

	40 
	40 

	44 
	44 

	48 
	48 


	 
	 
	 


	Bond Beam Size and Steel Requirements 
	Bond Beam Size and Steel Requirements 
	Bond Beam Size and Steel Requirements 


	All Bond Beams 8” Minimum Height 
	All Bond Beams 8” Minimum Height 
	All Bond Beams 8” Minimum Height 


	 
	 
	 
	Exterior Wall No Parapet 


	Type “A” 
	Type “A” 
	Type “A” 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #4 
	4 - #4 

	2 - #5 
	2 - #5 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 


	Type “B” 
	Type “B” 
	Type “B” 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #4 
	4 - #4 

	2 - #5 
	2 - #5 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 


	Type “C” 
	Type “C” 
	Type “C” 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #5 
	4 - #5 

	4 - #4 
	4 - #4 

	2 - #5 
	2 - #5 

	2 - #4 
	2 - #4 


	 
	 
	 
	Exterior Wall w/ Full Parapet 


	Type “A” 
	Type “A” 
	Type “A” 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #4 
	4 - #4 

	2 - #5 
	2 - #5 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 


	Type “B” 
	Type “B” 
	Type “B” 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #4 
	4 - #4 

	2 - #5 
	2 - #5 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 


	Type “C” 
	Type “C” 
	Type “C” 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #5 
	4 - #5 

	4 - #4 
	4 - #4 

	2 - #5 
	2 - #5 

	2 - #4 
	2 - #4 


	 
	 
	 
	Interior Wall w/ infill between beams 


	Type “A” 
	Type “A” 
	Type “A” 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #4 
	4 - #4 

	2 - #5 
	2 - #5 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 


	Type “B” 
	Type “B” 
	Type “B” 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #4 
	4 - #4 

	2 - #5 
	2 - #5 

	2 - #4 
	2 - #4 

	2 - #4 
	2 - #4 


	Type “C” 
	Type “C” 
	Type “C” 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #5 
	4 - #5 

	4 - #4 
	4 - #4 

	2 - #5 
	2 - #5 

	2 - #4 
	2 - #4 


	 
	 
	 


	Bond Beam Load 
	Bond Beam Load 
	Bond Beam Load 

	53 
	53 

	71 
	71 

	92 
	92 

	117 
	117 

	137 
	137 

	157 
	157 

	176 
	176 

	156 
	156 

	127 
	127 

	88 
	88 

	40 
	40 


	Bond Beam Load 
	Bond Beam Load 
	Bond Beam Load 

	94 
	94 

	121 
	121 

	151 
	151 

	186 
	186 

	218 
	218 

	250 
	250 

	281 
	281 

	289 
	289 

	291 
	291 

	287 
	287 

	277 
	277 


	Bond Beam Load 
	Bond Beam Load 
	Bond Beam Load 

	86 
	86 

	103 
	103 

	120 
	120 

	140 
	140 

	160 
	160 

	182 
	182 

	203 
	203 

	206 
	206 

	210 
	210 

	213 
	213 

	216 
	216 



	 
	NP = This Wall is Not Permitted 
	Table R614.2.1 (4) 
	Table R614.2.1 (4) 
	Table R614.2.1 (4) 
	Table R614.2.1 (4) 


	Seismic Sites w/ Sds 
	Seismic Sites w/ Sds 
	Seismic Sites w/ Sds 

	0.35 TO 0.40 
	0.35 TO 0.40 


	Assuming zero tension out-of-plane 
	Assuming zero tension out-of-plane 
	Assuming zero tension out-of-plane 


	 
	 
	 


	Actual Wall Thickness (in) 
	Actual Wall Thickness (in) 
	Actual Wall Thickness (in) 


	 
	 
	 

	10 
	10 

	11 
	11 

	12 
	12 

	13 
	13 

	14 
	14 

	15 
	15 

	16 
	16 

	18 
	18 

	20 
	20 

	22 
	22 

	24 
	24 


	Maximum Wall Height (in) 
	Maximum Wall Height (in) 
	Maximum Wall Height (in) 


	Exterior 
	Exterior 
	Exterior 

	NP 
	NP 

	83 
	83 

	95 
	95 

	103 
	103 

	111 
	111 

	119 
	119 

	127 
	127 

	143 
	143 

	144 
	144 

	144 
	144 

	144 
	144 


	Interior 
	Interior 
	Interior 

	79 
	79 

	87 
	87 

	95 
	95 

	103 
	103 

	111 
	111 

	119 
	119 

	127 
	127 

	143 
	143 

	144 
	144 

	144 
	144 

	144 
	144 


	Parapet 
	Parapet 
	Parapet 

	NP 
	NP 

	22 
	22 

	24 
	24 

	26 
	26 

	28 
	28 

	30 
	30 

	32 
	32 

	36 
	36 

	40 
	40 

	44 
	44 

	48 
	48 


	 
	 
	 


	Bond Beam Size and Steel Requirements 
	Bond Beam Size and Steel Requirements 
	Bond Beam Size and Steel Requirements 


	All Bond Beams 8” Minimum Height 
	All Bond Beams 8” Minimum Height 
	All Bond Beams 8” Minimum Height 


	 
	 
	 
	Exterior Wall No Parapet 


	Type “A” 
	Type “A” 
	Type “A” 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #4 
	4 - #4 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 


	Type “B” 
	Type “B” 
	Type “B” 

	4 - #4 
	4 - #4 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #4 
	4 - #4 

	2 - #5 
	2 - #5 


	Type “C” 
	Type “C” 
	Type “C” 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	2 - #5 
	2 - #5 


	 
	 
	 
	Exterior Wall w/ Full Parapet 


	Type “A” 
	Type “A” 
	Type “A” 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #4 
	4 - #4 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 


	Type “B” 
	Type “B” 
	Type “B” 

	4 - #4 
	4 - #4 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #4 
	4 - #4 

	2 - #5 
	2 - #5 


	Type “C” 
	Type “C” 
	Type “C” 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	2 - #5 
	2 - #5 


	 
	 
	 
	Interior Wall w/ infill between beams 


	Type “A” 
	Type “A” 
	Type “A” 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #4 
	4 - #4 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 


	Type “B” 
	Type “B” 
	Type “B” 

	4 - #4 
	4 - #4 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #4 
	4 - #4 

	2 - #5 
	2 - #5 


	Type “C” 
	Type “C” 
	Type “C” 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	2 - #5 
	2 - #5 


	 
	 
	 


	Bond Beam Load 
	Bond Beam Load 
	Bond Beam Load 

	61 
	61 

	81 
	81 

	101 
	101 

	118 
	118 

	137 
	137 

	157 
	157 

	179 
	179 

	227 
	227 

	211 
	211 

	181 
	181 

	142 
	142 


	Bond Beam Load 
	Bond Beam Load 
	Bond Beam Load 

	108 
	108 

	138 
	138 

	168 
	168 

	198 
	198 

	229 
	229 

	263 
	263 

	299 
	299 

	379 
	379 

	399 
	399 

	409 
	409 

	412 
	412 


	Bond Beam Load 
	Bond Beam Load 
	Bond Beam Load 

	89 
	89 

	105 
	105 

	123 
	123 

	143 
	143 

	163 
	163 

	186 
	186 

	209 
	209 

	260 
	260 

	268 
	268 

	272 
	272 

	276 
	276 



	 
	NP = This Wall is Not Permitted 
	Table R614.2.1 (5) 
	Table R614.2.1 (5) 
	Table R614.2.1 (5) 
	Table R614.2.1 (5) 


	Seismic Sites w/ Sds 
	Seismic Sites w/ Sds 
	Seismic Sites w/ Sds 

	0.40 TO 0.45 
	0.40 TO 0.45 


	Assuming zero tension out-of-plane 
	Assuming zero tension out-of-plane 
	Assuming zero tension out-of-plane 


	 
	 
	 


	Actual Wall Thickness (in) 
	Actual Wall Thickness (in) 
	Actual Wall Thickness (in) 


	 
	 
	 

	10 
	10 

	11 
	11 

	12 
	12 

	13 
	13 

	14 
	14 

	15 
	15 

	16 
	16 

	18 
	18 

	20 
	20 

	22 
	22 

	24 
	24 


	Maximum Wall Height (in) 
	Maximum Wall Height (in) 
	Maximum Wall Height (in) 


	Exterior 
	Exterior 
	Exterior 

	NP 
	NP 

	78 
	78 

	85 
	85 

	92 
	92 

	99 
	99 

	106 
	106 

	113 
	113 

	127 
	127 

	141 
	141 

	144 
	144 

	144 
	144 


	Interior 
	Interior 
	Interior 

	70 
	70 

	78 
	78 

	85 
	85 

	92 
	92 

	99 
	99 

	106 
	106 

	113 
	113 

	127 
	127 

	141 
	141 

	144 
	144 

	144 
	144 


	Parapet 
	Parapet 
	Parapet 

	NP 
	NP 

	22 
	22 

	24 
	24 

	26 
	26 

	28 
	28 

	30 
	30 

	32 
	32 

	36 
	36 

	40 
	40 

	44 
	44 

	48 
	48 


	 
	 
	 


	Bond Beam Size and Steel Requirements 
	Bond Beam Size and Steel Requirements 
	Bond Beam Size and Steel Requirements 


	All Bond Beams 8” Minimum Height 
	All Bond Beams 8” Minimum Height 
	All Bond Beams 8” Minimum Height 


	 
	 
	 
	Exterior Wall No Parapet 


	Type “A” 
	Type “A” 
	Type “A” 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #4 
	4 - #4 


	Type “B” 
	Type “B” 
	Type “B” 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #6 
	4 - #6 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 


	Type “C” 
	Type “C” 
	Type “C” 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #5 
	4 - #5 


	 
	 
	 
	Exterior Wall w/ Full Parapet 


	Type “A” 
	Type “A” 
	Type “A” 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #4 
	4 - #4 


	Type “B” 
	Type “B” 
	Type “B” 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #6 
	4 - #6 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 


	Type “C” 
	Type “C” 
	Type “C” 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #5 
	4 - #5 


	 
	 
	 
	Interior Wall w/ infill between beams 


	Type “A” 
	Type “A” 
	Type “A” 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #4 
	4 - #4 


	Type “B” 
	Type “B” 
	Type “B” 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #6 
	4 - #6 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 


	Type “C” 
	Type “C” 
	Type “C” 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #5 
	4 - #5 


	 
	 
	 


	Bond Beam Load 
	Bond Beam Load 
	Bond Beam Load 

	68 
	68 

	85 
	85 

	101 
	101 

	118 
	118 

	137 
	137 

	157 
	157 

	179 
	179 

	227 
	227 

	280 
	280 

	274 
	274 

	243 
	243 


	Bond Beam Load 
	Bond Beam Load 
	Bond Beam Load 

	121 
	121 

	149 
	149 

	177 
	177 

	208 
	208 

	241 
	241 

	276 
	276 

	314 
	314 

	398 
	398 

	491 
	491 

	530 
	530 

	548 
	548 


	Bond Beam Load 
	Bond Beam Load 
	Bond Beam Load 

	91 
	91 

	108 
	108 

	126 
	126 

	146 
	146 

	167 
	167 

	189 
	189 

	213 
	213 

	265 
	265 

	322 
	322 

	339 
	339 

	343 
	343 



	 
	NP = This Wall is Not Permitted 
	Table R614.2.1 (6) 
	Table R614.2.1 (6) 
	Table R614.2.1 (6) 
	Table R614.2.1 (6) 


	Seismic Sites w/ Sds 
	Seismic Sites w/ Sds 
	Seismic Sites w/ Sds 

	0.45 TO 0.50 
	0.45 TO 0.50 


	Assuming zero tension out-of-plane 
	Assuming zero tension out-of-plane 
	Assuming zero tension out-of-plane 


	 
	 
	 


	Actual Wall Thickness (in) 
	Actual Wall Thickness (in) 
	Actual Wall Thickness (in) 


	 
	 
	 

	10 
	10 

	11 
	11 

	12 
	12 

	13 
	13 

	14 
	14 

	15 
	15 

	16 
	16 

	18 
	18 

	20 
	20 

	22 
	22 

	24 
	24 


	Maximum Wall Height (in) 
	Maximum Wall Height (in) 
	Maximum Wall Height (in) 


	Exterior 
	Exterior 
	Exterior 

	NP 
	NP 

	70 
	70 

	76 
	76 

	82 
	82 

	89 
	89 

	95 
	95 

	101 
	101 

	114 
	114 

	127 
	127 

	140 
	140 

	144 
	144 


	Interior 
	Interior 
	Interior 

	63 
	63 

	70 
	70 

	76 
	76 

	82 
	82 

	89 
	89 

	95 
	95 

	101 
	101 

	114 
	114 

	127 
	127 

	140 
	140 

	144 
	144 


	Parapet 
	Parapet 
	Parapet 

	NP 
	NP 

	22 
	22 

	24 
	24 

	26 
	26 

	28 
	28 

	30 
	30 

	32 
	32 

	36 
	36 

	40 
	40 

	44 
	44 

	48 
	48 


	 
	 
	 


	Bond Beam Size and Steel Requirements 
	Bond Beam Size and Steel Requirements 
	Bond Beam Size and Steel Requirements 


	All Bond Beams 8” Minimum Height 
	All Bond Beams 8” Minimum Height 
	All Bond Beams 8” Minimum Height 


	 
	 
	 
	Exterior Wall No Parapet 


	Type “A” 
	Type “A” 
	Type “A” 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 


	Type “B” 
	Type “B” 
	Type “B” 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 


	Type “C” 
	Type “C” 
	Type “C” 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 


	 
	 
	 
	Exterior Wall w/ Full Parapet 


	Type “A” 
	Type “A” 
	Type “A” 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 


	Type “B” 
	Type “B” 
	Type “B” 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 


	Type “C” 
	Type “C” 
	Type “C” 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 


	 
	 
	 
	Interior Wall w/ infill between beams 


	Type “A” 
	Type “A” 
	Type “A” 

	2 - #5 
	2 - #5 

	2 - #5 
	2 - #5 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #4 
	4 - #4 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 


	Type “B” 
	Type “B” 
	Type “B” 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #5 
	4 - #5 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 


	Type “C” 
	Type “C” 
	Type “C” 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	NP 
	NP 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 

	4 - #6 
	4 - #6 


	 
	 
	 


	Bond Beam Load 
	Bond Beam Load 
	Bond Beam Load 

	70 
	70 

	85 
	85 

	101 
	101 

	118 
	118 

	137 
	137 

	157 
	157 

	179 
	179 

	227 
	227 

	280 
	280 

	338 
	338 

	345 
	345 


	Bond Beam Load 
	Bond Beam Load 
	Bond Beam Load 

	129 
	129 

	156 
	156 

	185 
	185 

	218 
	218 

	252 
	252 

	290 
	290 

	330 
	330 

	417 
	417 

	515 
	515 

	623 
	623 

	683 
	683 


	Bond Beam Load 
	Bond Beam Load 
	Bond Beam Load 

	93 
	93 

	110 
	110 

	129 
	129 

	149 
	149 

	170 
	170 

	193 
	193 

	217 
	217 

	269 
	269 

	327 
	327 

	390 
	390 

	417 
	417 



	 
	NP = This Wall is Not Permitted 
	Section R614.2.2 Maximum length. The maximum length of any earthen wall laterally braced by Bond Beams per Section R614.5.2 shall be 20 feet (6,096 mm) between perpendicular bracing walls.  Any wall in excess of 20 feet (6,096 mm) shall be designed in accordance with the approved Standard for IBC Earthen Structures. 
	 
	Section R614.3 Support conditions. Earthen walls shall be supported on a solid concrete, solid masonry foundation system the width of which shall be not be less than 1/2 inch narrower than the earthen wall which it supports. Earthen structures shall not be less than 6 inches above adjacent grade. 
	 
	Section R614.3.1 Moisture barrier. A moisture barrier equal to 30 lb. asphalt impregnated building paper, or equivalent moisture resistant barrier, shall be installed between the supporting foundation and the earthen wall material. 
	 
	Section R614.4 Allowable stresses. Allowable compressive, tensile and shear stresses in earthen walls shall not exceed the values prescribed in Table R614.4.  In determining the stresses in masonry, the effects of all loads and conditions of loading and the influence of all forces affecting the design and strength of the several parts shall be taken into account. Bolts in shear shall be limited to those values in International Building Code Table 2109.3.3.1. 
	 
	Section R614.4.1 Combined units. In walls composed of different kinds or grades of units, materials or mortars, the maximum stress shall not exceed the allowable stress for the weakest of the combination of units, materials and mortars of which the wall is composed.  The net thickness of any facing unit of earthen materials used to resist stress shall not be less than 3 inches (76.2 mm). 
	 
	When dissimilar materials, (e.g. concrete masonry or steel) are used to support earth wall construction, such elements shall be structurally isolated from other earth wall elements. The design shall recognize, with specific detailing, the effects shrinkage of the earth wall construction may have on the structural integrity of the structure.
	 
	 
	Table R614.4 
	Table R614.4 
	Table R614.4 
	Table R614.4 


	Allowable Stresses for Empirical Design of Earthen Wall Structures 
	Allowable Stresses for Empirical Design of Earthen Wall Structures 
	Allowable Stresses for Empirical Design of Earthen Wall Structures 


	Strength of Unit, Gross Area 
	Strength of Unit, Gross Area 
	Strength of Unit, Gross Area 

	Allowable Stresses, Gross Sectional Area 
	Allowable Stresses, Gross Sectional Area 
	1 



	Compression:                                            300 psi 
	Compression:                                            300 psi 
	Compression:                                            300 psi 

	Compressive Stress:                                          30 psi 
	Compressive Stress:                                          30 psi 


	Modulus of rupture:                                  50 psi 
	Modulus of rupture:                                  50 psi 
	Modulus of rupture:                                  50 psi 

	Allowable tension w/o tensile reinforcing:     0 psi 
	Allowable tension w/o tensile reinforcing:     0 psi 


	Shear:                                                        N/A 
	Shear:                                                        N/A 
	Shear:                                                        N/A 

	Shear with Special Inspection:                           8 psi 
	Shear with Special Inspection:                           8 psi 


	 
	 
	 

	Shear w/o Special Inspection:                           4 psi 
	Shear w/o Special Inspection:                           4 psi 


	Modulus of Elasticity:                               60,000 psi 
	Modulus of Elasticity:                               60,000 psi 
	Modulus of Elasticity:                               60,000 psi 

	Allowable Deflection:                        Less than 0.5% 
	Allowable Deflection:                        Less than 0.5% 


	Notes: 
	Notes: 
	Notes: 

	 
	 


	1. Gross cross-sectional area shall be calculated on the actual rather than the nominal dimensions. 
	1. Gross cross-sectional area shall be calculated on the actual rather than the nominal dimensions. 
	1. Gross cross-sectional area shall be calculated on the actual rather than the nominal dimensions. 



	 
	Section R614.5 Lateral support. Earthen walls constructed of earthen units shall be bonded and tied to intersecting earthen walls and laterally supported in the vertical direction in accordance with one of the methods in Section R614.5.2 or Section R614.5.3. 
	 
	Section R614.5.2 Bond Beams. A continuous concrete bond beam system embedded in the earthen walls, designed to provide lateral support for the walls without the aid of additional bracing elements such as roof diaphragm.  Bond beams shall be not less than the width of the wall minus 6 inches (152.4 mm) and a height of not less than 8 inches.  Bond beams shall be reinforced as required by Tables R614.2.1 (1 to 6).  Bars shall be placed not more than 1 ½” from the inside face of the form or veneer block as ind
	 
	Figure R614.5.2.1 
	 
	 
	Section R614.5.2.2.1 Bond beam anchorage. Bond beams shall be anchored to earthen walls at intervals of not over 48 inches (1219 mm) by a connection with shear strength of not less than 200 lbs. per lineal foot plus an additional 25 lbs. per lineal foot for every inch of thickness in excess of 16” thick. 
	 
	Section R614.5.3 Roof diaphragm. A roof diaphragm complying with the International Residential Code adequate to provide not less than 200 lbs. per lineal foot of lateral support may be used to brace earthen walls. Earthen walls shall be anchored to roof diaphragms with connections to resist loads of not less than 200 lbs. per lineal foot plus an additional 25 lbs. per lineal foot for every inch of thickness in excess of 16” thick. This anchorage shall be tie beams as specified in Section R614.5.3.2 or other
	 
	Section R614.5.3.1 Tie beams. A tie beam is a concrete or masonry, beam built into the earthen wall for the purpose of anchoring the roof diaphragm and transferring the lateral perpendicular and parallel forces. Tie beams shall be provided for all earthen walls laterally braced by a roof diaphragm. Tie beams shall be anchored to the roof diaphragm system at intervals not exceeding 4 feet (1219 mm). 
	 
	Tie beams shall be not less than ½ the width of the earthen wall, a minimum of 8 inches (203.2 mm) high and reinforced with 2 - #4 reinforcing bars. 
	 
	Section R614.5.3.2 Tie beam anchorage. Tie beams shall be anchored to earthen walls at intervals of not over 48 inches (1219 mm) by a connection with shear strength of not less than 200 lbs. per lineal foot plus an additional 25 lbs. per lineal foot for every inch of thickness in excess of 16” thick. 
	 
	Section R614.6 Lintels. Earthen walls over openings shall be supported by steel lintels, reinforced concrete or masonry lintels or earthen arches designed to support load imposed. Lintels shall not be supported by rigid structural columns, frames or posts with rigidities greater than the earthen wall unless the design allows for the potential for differential settlements. 
	 
	Small openings less than 12” may be constructed without structural lintels. 
	 
	Section R614.7 Shear walls. earthen walls subject to in-plane loads shall be designed with at least one earthen wall shear panel, at least 4 feet long, free of openings, with a length as computed by Equation R614.7-1. 
	 
	Equation R614.7-1 
	L = (Sqrt PL x  Sds x 4) 
	 
	Where: 
	L= Length of shear panel 
	PL = Sum of overall length of walls perpendicular to the panel. 
	Sds = Sds factor as determined by the International Building Code. 
	 
	Section R614.8 Jambs at openings. Portions of walls between openings or corner shall be constructed with lengths of not less than 1 ½ times the thickness of the wall in which they occur. 
	 
	Section R614.9 Piers. The thickness of isolated earthen piers shall be not less than 1 ½ times those wall thickness values indicated in Table R614.2.1 (1 to 6). When structural posts or columns are provided within the pier ties, attachments shall be provided to the earthen wall system to laterally secure it. 
	 
	Section R614.9.1 Pier Cap. A solid concrete cap shall be provided at the top of load bearing piers under all concentrated loads.  The cap shall cover not less than 50% of the top of the pier. 
	 
	Section R614.10 Chases. Chases and recesses in earthen walls shall not be deeper than one-half the thickness of the wall. The maximum length of a horizontal chase or horizontal projection shall not exceed 4 feet (1219 mm), and shall have at least 8 inches (203.2 mm) of masonry in back of the chases and recesses and between adjacent chases or recesses and the jambs of openings. 
	 
	Chases and recesses in earthen walls shall be designed and constructed so as not to reduce the required strength or required fire resistance of the wall and in no case shall a chase or recess be permitted within the required area of a pier.  Masonry directly above chases or recesses wider than 12 inches (304.8 mm) shall be supported on noncombustible lintels. 
	 
	Section R614.11 Stack bond. When the earthen wall is constructed of units, (e.g. adobe brick), units shall not be laid in stack bond.  Units shall, in all locations throughout the wall system, overlap the courses below by not less than one-third the dimension of the units. 
	 
	Section R614.12 Metal reinforcement. In addition to bonding earthen walls shall be anchored at their intersections, all walls shall be reinforced with joint reinforcement at vertical intervals of not more than 16 inches (406.4 mm). Horizontal reinforcement shall be continuous at the intersections. Reinforcement shall be not more than 4 inches narrower than the wall thickness. 
	 
	Section R614.13 Veneer. All veneers using earthen materials shall be installed in accordance with this section.  Such veneers shall be installed with a noncombustible foundation, over concrete masonry, a backing of wood or cold-formed steel and shall be limited to the first story above grade and be not less than 4 inches (101.6 mm) or greater than 8 inches (203.2 mm) in thickness. Veneers shall not exceed a height of over 20 times their thickness without structural vertical support. 
	 
	Section R614.13.1 Anchorage. Earth units shall be anchored to the supporting wall with a corrosion- resistant veneer tie system mechanically attached to continuous horizontal joint reinforcement continuously installed in the veneer bed joint not less than 16 inches (406.4 mm) on center vertically. When earth mortar systems are used the tie system shall prevent the accumulation of mortar at the base of the veneer. Conventional brick ties shall not be used to anchor earth units. 
	 
	Section R614.13.2 Air space. The veneer shall be separated from the sheathing by an air space of a 
	minimum of 1 inch (25.4 mm) but not more than 2 inches (50.8 mm). A moisture-resistant barrier or 15 lb. asphalt-saturated felt shall be provided except when veneer is applied over concrete masonry or concrete backing. 
	 
	Section R614.13.3 Flashing. Approved corrosion-resistive flashing shall be provided in the exterior wall envelop in such a manner as to prevent entry of water into the wall cavity or penetration of water into the building structural framing components.  The flashing shall extend to the surface of the exterior wall finish and shall be installed to prevent water from reentering the exterior wall envelope. Flashing shall be located beneath the first course of veneer, and at other points of support, including s
	1. At top of all exterior window and door openings in such a manner as to be leak proof. 
	1. At top of all exterior window and door openings in such a manner as to be leak proof. 
	1. At top of all exterior window and door openings in such a manner as to be leak proof. 
	1. At top of all exterior window and door openings in such a manner as to be leak proof. 

	2. At the intersection of chimneys or other masonry construction with frame or stucco walls, with projecting lips on both sides under stucco copings. 
	2. At the intersection of chimneys or other masonry construction with frame or stucco walls, with projecting lips on both sides under stucco copings. 

	3. Under and at the ends of masonry, wood or metal copings and sills. 
	3. Under and at the ends of masonry, wood or metal copings and sills. 

	4. Where exterior porches, decks or stairs attach to a wall or floor assembly of wood–frame construction. 
	4. Where exterior porches, decks or stairs attach to a wall or floor assembly of wood–frame construction. 

	5. At wall and roof intersections. 
	5. At wall and roof intersections. 



	Section R614.13.4 Weep holes. Weep holes shall be provided in the outside withe of masonry walls at a maximum spacing of 33 inches (838.2 mm) on center.  Weep holes shall not be less than 3/16 inches (4.76 mm) in diameter.  Weep holes shall be located immediately above the flashing. 
	 
	Section R614.13.5 Plaster veneer. Both interior and exterior faces of earthen walls which are to be plastered with cement plaster shall be lathed and plastered in accordance with the International Residential Code. 
	 
	Section R614.14 Buttresses. Earthen walls used as buttresses shall not extend beyond an average length perpendicular to the wall to be braced a distance of 6 feet (1829 mm) without consideration to out-of- plane bending of the buttress. 
	 
	Section R614.15 Gable end walls. Gable end walls shall be constructed using veneer construction or shall be provided with lateral bracing to prevent overturn designed in accordance with the approved Standard for IBC Earthen Structures. 
	 
	Section R614.16 Ledgers. Ledgers shall not be used to support vertical live and dead loads in excess of 75 lbs. per lineal foot. 
	 
	Section R614.17 Construction documents. Drawings for earthen structures shall include the following: 
	1. The Sds number of the site. 
	1. The Sds number of the site. 
	1. The Sds number of the site. 

	2. The wind speed and site exposure coefficient of the site. 
	2. The wind speed and site exposure coefficient of the site. 

	3. The material standard to which the earthen materials will comply. 
	3. The material standard to which the earthen materials will comply. 

	4. The foundation supporting system and moisture barrier material. 
	4. The foundation supporting system and moisture barrier material. 

	5. The length, height and thickness in the actual dimensions of all earthen walls and parapets. 
	5. The length, height and thickness in the actual dimensions of all earthen walls and parapets. 

	6. The bond beam or tie beam construction and attachment method to the earthen wall. 
	6. The bond beam or tie beam construction and attachment method to the earthen wall. 

	7. Lintel design, construction and end bearing area. 
	7. Lintel design, construction and end bearing area. 

	8. Veneer dimensions, attachment methods, moisture barrier and supporting structure. 
	8. Veneer dimensions, attachment methods, moisture barrier and supporting structure. 

	9. Flashing materials and installation. 
	9. Flashing materials and installation. 

	10. Metal reinforcement type and location. 
	10. Metal reinforcement type and location. 


	Section R614.18 Corbeled wall elements. The maximum corbeled projection beyond the face of the wall shall not be more than one fourth of the wall thickness. 
	 
	Section R614.19 Material standards. The materials used in earthen wall structures shall comply with the following material standards. For each of the tests prescribed in these standards, five full size sample units shall be selected at random from each lot of units or fraction thereof produced. Mass wall systems such as rammed earth shall provide at least five tests for each required standard test series. 
	 
	Section R614.19.1 Manufacturers of earthen materials. Established manufacturers of earthen materials shall certify compliance with these standards.  Copies of their periodic testing shall be supplied to the building official when requested. Literature, advertising and other information supplied by the manufacturer to designers and users of earthen materials shall include the actual dimensions of units, not nominal dimensions. 
	 
	Section R614.19.2 Onsite earthen materials. Earthen units, mortar, rammed earth wall materials mined, mixed, formulated, and or molded on site shall be tested for compliance with these standards. For individual structures, a set of tests shall be provided for the first 2500 square feet of wall and an additional test for each additional 2500 square feet or portion thereof in the structure. At least one set of tests shall be made for each structure and for each 2500 square feet of patio wall. The fabricator o
	 
	Section R614.19.3 Categories of earthen materials. Type I, II, III, and IV earthen materials are approved for use. 
	Exception: Type I adobe shall only be used for repairs and small additions in which new walls do not exceed 10% of the surface area of existing walls of Type I construction and for structures constructed of a similar material system and for projects requiring this class of materials to meet historic guidelines. 
	 
	Required plaster veneer. Adobe of Type I and II shall be protected on the exterior with exterior plaster meeting the requirements of International Residential Code applied over wire lath. Type I and II adobe 
	shall not be used within 4 inches of the floor or at the top of parapet walls or near potential sources of water which may affect the stability of the earth wall system.  Other Types of adobe may be left un-plastered and may be used without separation from the floor. 
	 
	Adobe units and mortar. Moisture resistant stabilized adobe units and mortar shall meet the following testing standards as indicated in Table. Type S Portland cement mortar may be used for Type II, III, and IV adobe in lieu of earth mortar. 
	 
	Table R614.19.3 
	Table R614.19.3 
	Table R614.19.3 
	Table R614.19.3 
	Required Tests by Material Type 


	Material 
	Material 
	Material 
	Type 

	Dry 
	Dry 
	Compression 
	 

	Wet Compression  
	Wet Compression  

	Modulus of Rupture  
	Modulus of Rupture  

	Absorption <2.5%  
	Absorption <2.5%  

	Absorption <5.0%  
	Absorption <5.0%  

	Moisture Content  
	Moisture Content  


	I 
	I 
	I 

	X 
	X 

	 
	 

	X 
	X 

	 
	 

	 
	 

	X 
	X 


	II 
	II 
	II 

	X 
	X 

	 
	 

	X 
	X 

	 
	 

	X 
	X 

	X 
	X 


	III 
	III 
	III 

	X 
	X 

	 
	 

	X 
	X 

	X 
	X 

	 
	 

	X 
	X 


	IV 
	IV 
	IV 

	 
	 

	X 
	X 

	X 
	X 

	 
	 

	 
	 

	X 
	X 


	X – Indicates that material must pass the test standards prescribed in this Section 
	X – Indicates that material must pass the test standards prescribed in this Section 
	X – Indicates that material must pass the test standards prescribed in this Section 



	 
	Section R614.19.3.1 Dry compression strength. Determine the compressive strength of the required number of samples in accordance with the following: 
	 
	1. Dry the specimen. Dry the specimen at a temperature of 85 F+-15 F in an atmosphere having relative humidity of not more than 50 percent.  Weigh the specimen at one-day intervals until constant weight is attained. 
	1. Dry the specimen. Dry the specimen at a temperature of 85 F+-15 F in an atmosphere having relative humidity of not more than 50 percent.  Weigh the specimen at one-day intervals until constant weight is attained. 
	1. Dry the specimen. Dry the specimen at a temperature of 85 F+-15 F in an atmosphere having relative humidity of not more than 50 percent.  Weigh the specimen at one-day intervals until constant weight is attained. 
	o
	o


	2. Cap the specimen. The specimen may be suitably capped with calcined gypsum mortar or the bearing surfaces may be rubbed smooth and true.  Then calcined gypsum is used for capping, conduct the test after the capping has set and the specimen has been dried to constant weight in accordance with item 1 of this section. 
	2. Cap the specimen. The specimen may be suitably capped with calcined gypsum mortar or the bearing surfaces may be rubbed smooth and true.  Then calcined gypsum is used for capping, conduct the test after the capping has set and the specimen has been dried to constant weight in accordance with item 1 of this section. 

	3. Test the Specimen. Test the specimens in the position in which the earthen unit is designed to be used.  And bed on and cap with a felt pad not less than 1/8 inch or more than ¼ inch in thickness. 
	3. Test the Specimen. Test the specimens in the position in which the earthen unit is designed to be used.  And bed on and cap with a felt pad not less than 1/8 inch or more than ¼ inch in thickness. 

	4. Testing equipment. The loading head shall completely cover the bearing area of the specimen and the applied load shall be transmitted through a spherical bearing block of proper design.  The speed of the moving head of the testing machine shall not be more than 0.05 inch per minute.       
	4. Testing equipment. The loading head shall completely cover the bearing area of the specimen and the applied load shall be transmitted through a spherical bearing block of proper design.  The speed of the moving head of the testing machine shall not be more than 0.05 inch per minute.       

	5. Reporting results. Calculate the average compressive strength of the specimens tested and report this as the compressive strength of the block. Units shall have an average dry compressive strength of 300 psi and no individual unit may have a strength of less than 250 psi. 
	5. Reporting results. Calculate the average compressive strength of the specimens tested and report this as the compressive strength of the block. Units shall have an average dry compressive strength of 300 psi and no individual unit may have a strength of less than 250 psi. 


	 
	Section R614.19.3.2 Wet compression strength. Determine the compressive strength of the required number of specimen in accordance with the following: 
	 
	1. Wetting the specimen. Submerge the specimen under water for not less than 8 hours or longer as required until fully saturated. 
	1. Wetting the specimen. Submerge the specimen under water for not less than 8 hours or longer as required until fully saturated. 
	1. Wetting the specimen. Submerge the specimen under water for not less than 8 hours or longer as required until fully saturated. 

	2. Test the specimen. Immediately test the specimen in the position in which the earthen unit is designed to be used.  And bed on and cap with a felt pad not less than 1/8 inch or more than ¼ inch in thickness. 
	2. Test the specimen. Immediately test the specimen in the position in which the earthen unit is designed to be used.  And bed on and cap with a felt pad not less than 1/8 inch or more than ¼ inch in thickness. 

	3. Testing equipment. The loading head shall completely cover the bearing area of the specimen and the applied load shall be transmitted through a spherical bearing block of proper design.  The speed of the moving head of the testing machine shall not be more than 0.05 inch per minute.       
	3. Testing equipment. The loading head shall completely cover the bearing area of the specimen and the applied load shall be transmitted through a spherical bearing block of proper design.  The speed of the moving head of the testing machine shall not be more than 0.05 inch per minute.       

	4. Reporting results. Calculate the average compressive strength of the specimens tested and report this as the compressive strength of the block. Adobe units shall have an average wet compressive strength of 300 psi. Five samples shall be tested and no individual unit may have a wet compressive strength of less than 250 psi. 
	4. Reporting results. Calculate the average compressive strength of the specimens tested and report this as the compressive strength of the block. Adobe units shall have an average wet compressive strength of 300 psi. Five samples shall be tested and no individual unit may have a wet compressive strength of less than 250 psi. 


	 
	Section R614.19.3.3 Modulus of rupture. Adobe units shall have an average modulus of rupture of 50 psi when tested in accordance with the following procedure.  Five samples shall be tested and no individual unit shall have a modulus of rupture of less than 35 psi. 
	 
	Section R614.19.3.3.1 Support conditions. A cured unit shall be simply supported by 2-inch-diameter cylindrical supports located 2 inches in from each end and extending the full width of the unit. 
	 
	Section R614.19.3.3.2 Loading conditions. A 2-inch-diameter cylinder shall be placed at mid-span parallel to the supports. 
	 
	Section R614.19.3.3.3 Testing procedure. A vertical load shall be applied to the cylinder at the rate of 500 pounds per minute until failure occurs. 
	 
	Section R614.19.3.3.4 Modulus of rupture determination. The modulus of rupture shall be determined by the formula: 
	 
	Equation 2116.3.3.4-1 
	Fr = 3WLs/2bt2        
	 
	Where, for the purposes of this section only: 
	 
	b    =  Width of the test specimen measured parallel to the loading cylinder, inches. 
	fr   =   Modulus of rupture, psi. 
	Ls  =  Distance between supports, inches. 
	T   =  Thickness of the text specimen measured parallel to the direction of load, inches. 
	W  =  The applied load at failure, pounds. 
	 
	Section R614.19.3.4 Absorption less than 2.5%. A 4-inch cube, cut from an adobe unit fried to a constant weight in a ventilated oven at 212 degrees F to 239 degrees F, shall not absorb more than 2 ½ percent moisture by weight when placed upon a constantly water-saturated, porous surface for 7 days.  A minimum of five specimens shall be tested and each specimen shall be cut from a separate unit. 
	 
	Section R614.19.3.5 Absorption less than 5.0%. A 4-inch cube, cut from an adobe unit fried to a constant weight in a ventilated oven at 212 degrees F to 239 degrees F, shall not absorb more than 5 percent moisture by weight when placed upon a constantly water-saturated, porous surface for 7 days.  A minimum of five specimens shall be tested and each specimen shall be cut from a separate unit. 
	 
	Section R614.19.3.6 Additional Requirements. All earthen units shall meet the following requirements: 
	 
	1. Moisture requirementsEarthen units shall have a moisture content not exceeding 4 percent by weight at the time of use. 
	1. Moisture requirementsEarthen units shall have a moisture content not exceeding 4 percent by weight at the time of use. 
	1. Moisture requirementsEarthen units shall have a moisture content not exceeding 4 percent by weight at the time of use. 
	content 
	. 


	2. Shrinkage cracks. All earthen units shall not contain more than three shrinkage cracks and any single shrinkage crack shall not exceed 3 inches in length or 1/8 inch in width. 
	2. Shrinkage cracks. All earthen units shall not contain more than three shrinkage cracks and any single shrinkage crack shall not exceed 3 inches in length or 1/8 inch in width. 

	3. Soil requirements. Soil used for moisture resisting adobe units and mortar shall be chemically compatible with the stabilizing material. The soil shall contain sufficient clay to bind the particles together without the aid of stabilizers. The soil shall contain not more than 0.2 percent of water-soluble salts. 
	3. Soil requirements. Soil used for moisture resisting adobe units and mortar shall be chemically compatible with the stabilizing material. The soil shall contain sufficient clay to bind the particles together without the aid of stabilizers. The soil shall contain not more than 0.2 percent of water-soluble salts. 


	 
	Section R614.19.3.7 Cement Stabilized Rammed Earth. Cement stabilized Rammed Earth shall meet the following standards: 
	 
	1. Testing before Construction. The installer of cement stabilized Rammed Earth shall provide the following testing before issuance of a building permit. 
	1. Testing before Construction. The installer of cement stabilized Rammed Earth shall provide the following testing before issuance of a building permit. 
	1. Testing before Construction. The installer of cement stabilized Rammed Earth shall provide the following testing before issuance of a building permit. 

	2. Materials from a Licensed Sand and Gravel Producer.  A copy of Proctor ASTM D 698 shall be provided for each soil type and source or combination of sources. Periodic testing as provided by the supplier may be supplied to meet this requirement. The soil shall contain not more than 0.2 percent of water-soluble salts. 
	2. Materials from a Licensed Sand and Gravel Producer.  A copy of Proctor ASTM D 698 shall be provided for each soil type and source or combination of sources. Periodic testing as provided by the supplier may be supplied to meet this requirement. The soil shall contain not more than 0.2 percent of water-soluble salts. 

	3. Material Mined and Mixed on Site. A copy of ASTM D 698, ASTM C 117, ASTM C 136, and ASTM D 4318 shall be provided for each soil type and source or combination of sources. Such tests shall be repeated as required to assure that all materials to be used have been tested and are represented by the tests. The soil shall contain not more than 0.2 percent of water-soluble salts. 
	3. Material Mined and Mixed on Site. A copy of ASTM D 698, ASTM C 117, ASTM C 136, and ASTM D 4318 shall be provided for each soil type and source or combination of sources. Such tests shall be repeated as required to assure that all materials to be used have been tested and are represented by the tests. The soil shall contain not more than 0.2 percent of water-soluble salts. 

	4. Testing required during Construction. The installer of cement stabilized Rammed Earth shall provide the following tests made during the construction process.  A certified testing laboratory shall provide field density tests for comparison to the pre-construction Proctor ASTM D 698, percent moisture ASTM D 2216, dry density ASTM D 698, and percent moisture ASTM D 1556. Cement Stabilized Rammed Earth walls shall meet or exceed 95% maximum dry density (ASTM D 698). Samples taken from the wall shall exceed 3
	4. Testing required during Construction. The installer of cement stabilized Rammed Earth shall provide the following tests made during the construction process.  A certified testing laboratory shall provide field density tests for comparison to the pre-construction Proctor ASTM D 698, percent moisture ASTM D 2216, dry density ASTM D 698, and percent moisture ASTM D 1556. Cement Stabilized Rammed Earth walls shall meet or exceed 95% maximum dry density (ASTM D 698). Samples taken from the wall shall exceed 3


	Approved Standard for Earthen IBC Structures 
	 
	EARTHEN STRUCTURES 
	 
	Rated Fire-Resistance for Earthen Walls 
	Material 
	Material 
	Material 
	Material 

	Item 
	Item 

	Construction 
	Construction 

	4 hour 
	4 hour 

	3 hour 
	3 hour 

	2 hour 
	2 hour 

	1 hour 
	1 hour 


	1a Earthen Walls 
	1a Earthen Walls 
	1a Earthen Walls 

	1a – 1.1 
	1a – 1.1 

	Solid wall construction utilizing earth as the structural wall 
	Solid wall construction utilizing earth as the structural wall 

	14 
	14 

	12 
	12 

	10 
	10 

	8 
	8 



	 
	Section 2114.1 General. Earthen structures with any site condition may be designed with accepted engineering practice for earthen wall structures and with the provisions of this standard. 
	 
	Section 2114.1.1 Earthen materials.  This section shall establish minimum standards for safety for construction of earthen materials structure, collectively known as adobe, burnt adobe, rammed earth, and hydraulic pressed unit construction. 
	 
	Section 2114.1.2 Professional registration required.  Plans and specifications designed under the provisions of this standard shall be prepared by an Arizona Registrant. 
	 
	Section 2114.2. Minimum thickness.  The minimum thickness of earthen structures shall be designed to limit tension to zero unless tensile reinforcement is provided. Walls shall be designed to meet forces prescribed by the International Building Code. The measurement of height of walls shall be the distance between points of lateral support. Wall thickness shall be measured from face to face of each wall withe.  The thickness of walls using raked joints shall be the surface to surface distance of the mortar 
	 
	Section 2114.3 Support conditions.  Earthen structures shall be supported on a solid concrete, solid masonry foundation system the width of which shall be not greater than 1/6 inch narrower than the earthen structure which it supports. Earthen structures shall not be less than 6 inches above adjacent grade. 
	 
	Section 2114.4 Corbeled wall elements.  The maximum corbeled projection beyond the face of the wall shall not be more than 4 inches.  Such corbeled projections shall add additional thickness to the wall, the opposite face of the wall remaining plane with the primary wall plane. 
	 
	Section 2114.5 Moisture barrier. A moisture barrier equal to 30 lb. asphalt impregnated building paper, or equivalent moisture resistant barrier, shall be installed between the supporting foundation and the earthen material. 
	 
	Section 2114.6 Allowable stresses.  Allowable compressive, tensile and shear stresses in earthen structures shall not exceed the values prescribed in Table 2114.6.A.  In determining the stresses, the effects of all loads and conditions of loading and the influence of all forces affecting the design and strength of the several parts shall be considered. Bolt values shall not exceed those set forth in International Building Code Table 2109.3.3.1. 
	 
	Section 2114.6.1 Combined units.  In walls composed of different kinds or grades of units, materials or mortars, the maximum stress shall not exceed the allowable stress for the weakest of the combination of units, materials and mortars of which the wall is composed.  The net thickness of any facing unit of earthen materials used to resist stress shall not be less than 3 inches (76 mm). 
	 
	When dissimilar materials, (e.g. concrete masonry or steel) are used to support earth wall construction, such elements shall be structurally isolated from other earth wall elements. The design shall recognize, with specific detailing, the effects shrinkage of the earth wall construction may have on the structural integrity of the structure. 
	 
	Table 2114.6.A 
	Table 2114.6.A 
	Table 2114.6.A 
	Table 2114.6.A 


	Allowable Stresses for Empirical Design of Earthen Wall Structures 
	Allowable Stresses for Empirical Design of Earthen Wall Structures 
	Allowable Stresses for Empirical Design of Earthen Wall Structures 


	Strength of Unit, Gross Area 
	Strength of Unit, Gross Area 
	Strength of Unit, Gross Area 

	Allowable Stresses, Gross Sectional Area 
	Allowable Stresses, Gross Sectional Area 
	1 



	Compression:                                            300 psi 
	Compression:                                            300 psi 
	Compression:                                            300 psi 

	Compressive Stress:                                          30 psi 
	Compressive Stress:                                          30 psi 


	Modulus of rupture:                                  50 psi 
	Modulus of rupture:                                  50 psi 
	Modulus of rupture:                                  50 psi 

	Allowable tension w/o tensile reinforcing:     0 psi 
	Allowable tension w/o tensile reinforcing:     0 psi 


	Shear:                                                        N/A 
	Shear:                                                        N/A 
	Shear:                                                        N/A 

	Shear with Special Inspection:                           8 psi 
	Shear with Special Inspection:                           8 psi 


	 
	 
	 

	Shear w/o Special Inspection:                           4 psi 
	Shear w/o Special Inspection:                           4 psi 


	Modulus of Elasticity:                               60,000 psi 
	Modulus of Elasticity:                               60,000 psi 
	Modulus of Elasticity:                               60,000 psi 

	Allowable Deflection:                        Less than 0.5% 
	Allowable Deflection:                        Less than 0.5% 


	Notes: 
	Notes: 
	Notes: 

	 
	 


	1. Gross cross-sectional area shall be calculated on the actual rather than the nominal dimensions. 
	1. Gross cross-sectional area shall be calculated on the actual rather than the nominal dimensions. 
	1. Gross cross-sectional area shall be calculated on the actual rather than the nominal dimensions. 



	 
	Section 2114.7 Lateral support.  Earthen walls shall be laterally supported in the vertical direction and at intersection with other earthen walls. Support at the top of the wall shall in accordance with one of the methods in Section 2114.7.1 or Section 2114.7.2. 
	 
	Section 2114.7.1 Bond beams. A continuous bond beam system embedded in the earthen walls, designed to provide lateral support for the walls without the aid of additional bracing elements such as roof diaphragm. Bond beams of concrete or masonry shall be not less than the width of the wall minus 6 inches (152.4 mm). 
	 
	Section 2114.7.1.1 Bond beam anchorage.  Bond beams shall be anchored to earthen walls at intervals of not over 48 inches (1219 mm) by a connection with shear strength of not less than the 
	shear forces in both directions. The shear between a cast in place concrete bond beam and the earthen wall shall not exceed 1/8 the dead load at the base of the bond beam unless alternate attachment is provided compatible with the allowable stresses in Table 2114.6.A or International Building Code Table 2109.3.3.1. 
	 
	Section 2114.7.2 Roof diaphragm. A roof diaphragm complying with other provisions of this code adequate to provide lateral support may be used to brace earthen walls. Anchorage shall be tie beams as specified in Section 2114.7.2.2 or other anchorage methods of equal strength. 
	 
	Section 2114.7.2.1 Tie beams. A tie beam is a beam built into the earthen wall for the purpose of anchoring the roof diaphragm and transferring the lateral perpendicular and parallel forces. Tie beams shall be provided for all earthen walls laterally braced by a roof diaphragm. 
	 
	Section 2114.7.2.2 Tie beam anchorage.  Tie beams shall be anchored to earthen walls at intervals of not over 48 inches (1219 mm) by a connection with shear strength of not less than the shear forces in both directions. The shear between a cast in place concrete or masonry tie beam and the earthen wall shall not exceed 1/8 the dead load at the base of the bond beam unless alternate attachment is provided compatible with the allowable stresses in Table 2114.6.A or International Building Code Table 2109.3.3.1
	 
	Section 2114.8 Lintels. Earthen walls over openings shall be supported by steel lintels, reinforced concrete or masonry lintels or earthen material arches designed to support load imposed. Lintels shall not be supported by rigid structural columns, frames or posts with rigidities greater than the earthen wall unless the design allows for the potential for differential settlements. Small openings less than 12” (304.8 mm) may be constructed without structural lintels. 
	 
	Section 2114.9 Shear walls.  Earthen walls subject to in-plane loads shall be designed to be tension free unless tensile reinforcement is provided. Solid panels less than 4 feet (1219 mm) shall not be considered shear walls. 
	 
	Section 2114.10 Opening jambs. Portions of walls between openings shall be constructed with lengths of not less than 1 ½ times the thickness of the wall in which they occur. 
	 
	Section 2114.11 Freestanding piers.  Piers independent of earthen walls shall be designed to support vertical and horizontal loads unless braced by other elements of the structure. Tensile reinforcement shall be provided where tension occurs. When structural posts or columns are provided within the pier ties, attachments shall be provided to the earthen wall system to laterally secure it. 
	 
	Section 2114.11.1 Pier cap.  A solid concrete cap shall be provided at the top of load bearing piers under all concentrated loads.  The cap shall cover not less than 50% of the top of the pier. 
	 
	Section 2114.12 Chases.  Chases and recesses in earthen walls shall not be deeper than one-third the thickness of the wall thickness. The maximum length of a horizontal chase or horizontal projection shall not exceed 4 feet (1219 mm), and shall have at least 8 inches (203 mm) of earthen construction in back of the chases and recesses and between adjacent chases or recesses and at least 12 inches (305 mm) between the chase and the jambs of openings. 
	Chases and recesses in earthen walls shall be designed and constructed so as not to reduce the 
	required strength or required fire resistance of the wall and in no case shall a chase or recess be permitted within the required area of a pier.  Earthen walls directly above chases or recesses wider than 16 inches (305 mm) shall be supported on noncombustible lintels. 
	 
	Section 2114.13 Stack bond.  When the earthen wall is constructed of units, (e.g. adobe brick), units shall not be laid in stack bond.  Units shall, in all locations throughout the wall system, overlap the courses below by not less than one-third the dimension of the units. 
	 
	Exception:  Ornamental non-structural elements may be laid in stack bond if properly tied to the main structure. 
	 
	Section 2114.14 Metal reinforcement.  All walls shall be anchored at their intersections, at vertical intervals of not more than 16 inches (406 mm) with joint reinforcement of at least 9 gage when using earthen units (e.g. adobe block).  Horizontal reinforcement shall be used throughout the wall system and be continuous at the intersections. Reinforcement used throughout the wall system shall be not more than 4 inches narrower than the wall thickness. 
	 
	Section 2114.15 Veneer.  All veneers using earthen materials shall be installed in accordance with this section.  Such veneers shall be installed with a noncombustible foundation, over concrete masonry, a backing of wood or cold-formed steel and the veneer shall be not less than 4 inches (101 mm) or greater than 8 inches (203 mm) in thickness. 
	 
	Section 2114.15.1 Anchorage. Earth units shall be anchored to the supporting wall with a corrosion- resistant veneer tie system mechanically attached to continuous horizontal joint reinforcement continuously installed in the veneer bed joint not less than 16 inches (406 mm) on center vertically. When earth mortar systems are used the tie system shall prevent the accumulation of mortar at the base of the veneer. Conventional brick ties shall not be used to anchor earth units. 
	 
	Section 2114.15.2 Air space.  The veneer shall be separated from the sheathing by an air space of a minimum of 1 inch (25 mm) but not more than 2 inches (51 mm). A weather-resistant membrane or 15 lb. asphalt-saturated felt shall be provided except when veneer is applied over concrete masonry or concrete backing. 
	 
	Section 2114.15.3 Flashing.  Approved corrosion-resistive flashing shall be provided in the exterior wall envelop in such a manner as to prevent entry of water into the wall cavity or penetration of water into the building structural framing components.  The flashing shall extend to the surface of the exterior wall finish and shall be installed to prevent water from reentering the exterior wall envelope. Flashing shall be located beneath the first course of veneer, and at other points of support, including 
	 
	• At top of all exterior window and door openings in such a manner as to be leak proof. 
	• At top of all exterior window and door openings in such a manner as to be leak proof. 
	• At top of all exterior window and door openings in such a manner as to be leak proof. 

	• At the intersection of chimneys or other masonry construction with frame or stucco walls, with projecting lips on both sides under stucco copings. 
	• At the intersection of chimneys or other masonry construction with frame or stucco walls, with projecting lips on both sides under stucco copings. 

	• Under and at the ends of masonry, wood or metal copings and sills. 
	• Under and at the ends of masonry, wood or metal copings and sills. 

	• Where exterior porches, decks or stairs attach to a wall or floor assembly of wood – frame construction.  
	• Where exterior porches, decks or stairs attach to a wall or floor assembly of wood – frame construction.  

	• At wall and roof intersections. 
	• At wall and roof intersections. 


	 
	Section 2114.15.4 Weep holes. Weep holes shall be provided in the outside withe of masonry walls at a maximum spacing of 33 inches (838 mm) on center.  Weep holes shall not be less than 3/16 inches (4.8 mm) in diameter.  Weep holes shall be located immediately above the flashing. 
	 
	Section 2114.16 Buttresses. Earthen walls used as buttresses shall not extend beyond an average length perpendicular to the wall to be braced a distance of 6 feet (1830 mm) without consideration to out-of- plane bending of the buttress. 
	 
	Section 2114.17 Gable End Walls. Gable end walls shall be constructed using veneer construction as required by Section 2114.15 or shall be provided with lateral bracing to prevent overturn. 
	 
	Section 2114.18 Ledgers.  Ledgers shall not be used to support vertical live and dead loads in excess of 75 lbs. per lineal foot unless the tension in the wall due to bending from out-of-plane loads and the eccentric load from the ledger is zero. 
	 
	Section 2114.19 Material standards. The materials used in earthen wall structures shall comply with the following material standards. For each of the tests prescribed in these standards, five full size sample units shall be selected at random from each lot of units or fraction thereof produced. Mass wall systems such as rammed earth shall provide five tests for each required standard test series. 
	 
	Section 2114.19.1 Manufacturers of earthen materials. Established manufacturers of earthen materials shall certify compliance with these standards.  Copies of their periodic testing shall be supplied to the building official when requested. Literature, advertising and other information supplied by the manufacturer to designers and users of earthen materials shall include the actual dimensions of units, not nominal dimensions. 
	 
	Section 2114.19.2 Onsite earthen materials. Earthen units, mortar, rammed earth wall materials mined, mixed, formulated, and or molded on site shall be tested for compliance with these standards.  For individual structures, a set of tests shall be provided for the first 2500 square feet of wall and an additional test for each additional 2500 square feet or portion thereof in the structure. At least one set of tests shall be made for each structure and for each 2500 square feet of patio wall. The fabricator 
	 
	Section 2114.19.3 Categories of earthen materials. Type I, II, III, and IV earthen materials are approved for use in construction of projects designed in accordance with Section 2114. 
	 
	Exception: Type I adobe shall only be used for repairs and small additions in which new walls do not exceed 10% of the surface area of existing walls of Type I construction and for structures constructed of a similar material system and for projects requiring this class of materials to meet historic guidelines. 
	 
	Required plaster veneer. Adobe of Type I and II shall be protected on the exterior with exterior plaster 
	meeting the requirements of IBC Section 2512 applied over wire lath. Type I and II adobe shall not be used within 4 inches (102mm) of the floor or at the top of parapet walls or near potential sources of water which may affect the stability of the earth wall system.  Other Types of adobe may be left unplastered and may be used without separation from the floor. 
	 
	Adobe units and mortar. Moisture resistant stabilized adobe units and mortar shall meet the following testing standards as indicated in Table 2114.19. Type S portland cement mortar may be used for Type II, III, and IV adobe in lieu of earth mortar. 
	 
	Table 2114.16.3.1 
	Table 2114.16.3.1 
	Table 2114.16.3.1 
	Table 2114.16.3.1 


	Material 
	Material 
	Material 
	Type 

	Dry 
	Dry 
	Compression 
	 

	Wet Compression  
	Wet Compression  

	Modulus of Rupture  
	Modulus of Rupture  

	Absorption <2.5%  
	Absorption <2.5%  

	Absorption <5.0%  
	Absorption <5.0%  

	Moisture Content  
	Moisture Content  


	I 
	I 
	I 

	X 
	X 

	 
	 

	X 
	X 

	 
	 

	 
	 

	X 
	X 


	II 
	II 
	II 

	X 
	X 

	 
	 

	X 
	X 

	 
	 

	X 
	X 

	X 
	X 


	III 
	III 
	III 

	X 
	X 

	 
	 

	X 
	X 

	X 
	X 

	 
	 

	X 
	X 


	IV 
	IV 
	IV 

	 
	 

	X 
	X 

	X 
	X 

	 
	 

	 
	 

	X 
	X 


	X – Indicates that material must pass the test standards prescribed in this Section 
	X – Indicates that material must pass the test standards prescribed in this Section 
	X – Indicates that material must pass the test standards prescribed in this Section 



	 
	Section 2114.19.4.1 Dry compression strength. Determine the compressive strength of the required number of samples in accordance with the following: 
	1. Dry the specimen. Dry the specimen at a temperature of 85 F+-15 F in an atmosphere having relative humidity of not more than 50 percent.  Weigh the specimen at one-day intervals until constant weight is attained. 
	1. Dry the specimen. Dry the specimen at a temperature of 85 F+-15 F in an atmosphere having relative humidity of not more than 50 percent.  Weigh the specimen at one-day intervals until constant weight is attained. 
	1. Dry the specimen. Dry the specimen at a temperature of 85 F+-15 F in an atmosphere having relative humidity of not more than 50 percent.  Weigh the specimen at one-day intervals until constant weight is attained. 
	o
	o


	2. Cap the specimen. The specimen may be suitably capped with calcined gypsum mortar or the bearing surfaces may be rubbed smooth and true.  Then calcined gypsum is used for capping, conduct the test after the capping has set and the specimen has been dried to constant weight in accordance with item 1 of this section. 
	2. Cap the specimen. The specimen may be suitably capped with calcined gypsum mortar or the bearing surfaces may be rubbed smooth and true.  Then calcined gypsum is used for capping, conduct the test after the capping has set and the specimen has been dried to constant weight in accordance with item 1 of this section. 

	3. Test the Specimen. Test the specimens in the position in which the earthen unit is designed to be used.  And bed on and cap with a felt pad not less than 1/8 inch or more than ¼ inch in thickness. 
	3. Test the Specimen. Test the specimens in the position in which the earthen unit is designed to be used.  And bed on and cap with a felt pad not less than 1/8 inch or more than ¼ inch in thickness. 

	4. Testing equipment. The loading head shall completely cover the bearing area of the specimen and the applied load shall be transmitted through a spherical bearing block of proper design.  The speed of the moving head of the testing machine shall not be more than 0.05 inch (1.27mm) per minute.       
	4. Testing equipment. The loading head shall completely cover the bearing area of the specimen and the applied load shall be transmitted through a spherical bearing block of proper design.  The speed of the moving head of the testing machine shall not be more than 0.05 inch (1.27mm) per minute.       

	5. Reporting results. Calculate the average compressive strength of the specimens tested and report this as the compressive strength of the block. Units shall have an average dry compressive strength of 300 psi (2068 kPa) and no individual unit may have a strength of less than 250 psi (1724 kPa). 
	5. Reporting results. Calculate the average compressive strength of the specimens tested and report this as the compressive strength of the block. Units shall have an average dry compressive strength of 300 psi (2068 kPa) and no individual unit may have a strength of less than 250 psi (1724 kPa). 


	 
	Section 2114.19.4.2 Wet compression strength. Determine the compressive strength of the required number of specimen in accordance with the following: 
	 
	1. Wetting the specimen. Submerge the specimen under water for not less than 8 hours or longer as required until fully saturated. 
	1. Wetting the specimen. Submerge the specimen under water for not less than 8 hours or longer as required until fully saturated. 
	1. Wetting the specimen. Submerge the specimen under water for not less than 8 hours or longer as required until fully saturated. 

	2. Test the specimen. Immediately test the specimen in the position in which the earthen unit is designed to be used.  And bed on and cap with a felt pad not less than 1/8 inch (3.2mm)or more than ¼ inch (6.4mm) in thickness. 
	2. Test the specimen. Immediately test the specimen in the position in which the earthen unit is designed to be used.  And bed on and cap with a felt pad not less than 1/8 inch (3.2mm)or more than ¼ inch (6.4mm) in thickness. 

	3. Testing equipment. The loading head shall completely cover the bearing area of the specimen and the applied load shall be transmitted through a spherical bearing block of proper design.  The speed of the moving head of the testing machine shall not be more than 0.05 inch (1.27mm)per minute.       
	3. Testing equipment. The loading head shall completely cover the bearing area of the specimen and the applied load shall be transmitted through a spherical bearing block of proper design.  The speed of the moving head of the testing machine shall not be more than 0.05 inch (1.27mm)per minute.       

	4. Reporting results. Calculate the average compressive strength of the specimens tested and report this as the compressive strength of the block. Adobe units shall have an average wet compressive strength of 300 psi (2068 kPa). Five samples shall be tested and no individual unit may have a wet compressive strength of less than 250 psi (1724 kPa). 
	4. Reporting results. Calculate the average compressive strength of the specimens tested and report this as the compressive strength of the block. Adobe units shall have an average wet compressive strength of 300 psi (2068 kPa). Five samples shall be tested and no individual unit may have a wet compressive strength of less than 250 psi (1724 kPa). 


	 
	Section 2114.19.5 Modulus of rupture. Adobe units shall have an average modulus of rupture of 50 psi (345 kPa) when tested in accordance with the following procedure.  Five samples shall be tested and no individual unit shall have a modulus of rupture of less than 35 psi (241 kPa). 
	 
	Section 2114.19.5.1 Support conditions.  A cured unit shall be simply supported by 2-inch-diameter (51 mm) cylindrical supports located 2 inches (51 mm) in from each end and extending the full width of the unit. 
	 
	Section 2114.19.5.2 Loading conditions.  A 2-inch-diameter (51 mm) cylinder shall be placed at midspan parallel to the supports. 
	 
	Section 2114.19.5.3 Testing procedure.  A vertical load shall be applied to the cylinder at the rate of 500 pounds per minute (37 N/s) until failure occurs. 
	 
	Section 2114.19.5.4 Modulus of rupture determination.  The modulus of rupture shall be determined by Equation 2116.3.1.3.4-1. 
	 
	Equation 2114.19.5.4 
	Fr = 3WLs/2bt2 
	 
	Where, for the purposes of this section only: 
	b = Width of the test specimen measured parallel to the loading cylinder, inches (mm). 
	fr = Modulus of rupture, psi (Mpa). 
	Ls = Distance between supports, inches (mm). 
	t =Thickness of the test specimen measured parallel to the direction of load, inches (mm). 
	W =The applied load at failure, pounds (N). 
	 
	Section 2114.19.6 Absorption less than 2.5%. A 4-inch (102 mm) cube, cut from an adobe unit fried to a constant weight in a ventilated oven at 212 degrees F to 239 degrees F , shall not absorb more than 2 ½ percent moisture by weight when placed upon a constantly water-saturated, porous surface for 7 days.  A minimum of five specimens shall be tested and each specimen shall be cut from a separate unit. 
	 
	Section 2114.19.7 Absorption less than 5.0%. A 4-inch (102 mm) cube, cut from an adobe unit fried to a constant weight in a ventilated oven at 212 degrees F to 239 degrees F, shall not absorb more than 5 
	percent moisture by weight when placed upon a constantly water-saturated, porous surface for 7 days.  A minimum of five specimens shall be tested and each specimen shall be cut from a separate unit. 
	 
	Section 2114.19.8 Additional requirements. All earthen units shall meet the following requirements: 
	 
	1. Moisture content requirements.  Earthen units shall have a moisture content not exceeding 4 percent by weight at the time of use. 
	1. Moisture content requirements.  Earthen units shall have a moisture content not exceeding 4 percent by weight at the time of use. 
	1. Moisture content requirements.  Earthen units shall have a moisture content not exceeding 4 percent by weight at the time of use. 
	1. Moisture content requirements.  Earthen units shall have a moisture content not exceeding 4 percent by weight at the time of use. 



	 
	2. Shrinkage cracks. All earthen units shall not contain more than three shrinkage cracks and any single shrinkage crack shall not exceed 3 inches (76.2mm) in length or 1/8 inch (3.2mm) in width. 
	2. Shrinkage cracks. All earthen units shall not contain more than three shrinkage cracks and any single shrinkage crack shall not exceed 3 inches (76.2mm) in length or 1/8 inch (3.2mm) in width. 
	2. Shrinkage cracks. All earthen units shall not contain more than three shrinkage cracks and any single shrinkage crack shall not exceed 3 inches (76.2mm) in length or 1/8 inch (3.2mm) in width. 
	2. Shrinkage cracks. All earthen units shall not contain more than three shrinkage cracks and any single shrinkage crack shall not exceed 3 inches (76.2mm) in length or 1/8 inch (3.2mm) in width. 



	 
	3. Soil requirements. Soil used for moisture resisting adobe units and mortar shall be chemically compatible with the stabilizing material. The soil shall contain sufficient clay to bind the particles together without the aid of stabilizers. The soil shall contain not more than 0.2 percent of water-soluble salts. 
	3. Soil requirements. Soil used for moisture resisting adobe units and mortar shall be chemically compatible with the stabilizing material. The soil shall contain sufficient clay to bind the particles together without the aid of stabilizers. The soil shall contain not more than 0.2 percent of water-soluble salts. 
	3. Soil requirements. Soil used for moisture resisting adobe units and mortar shall be chemically compatible with the stabilizing material. The soil shall contain sufficient clay to bind the particles together without the aid of stabilizers. The soil shall contain not more than 0.2 percent of water-soluble salts. 
	3. Soil requirements. Soil used for moisture resisting adobe units and mortar shall be chemically compatible with the stabilizing material. The soil shall contain sufficient clay to bind the particles together without the aid of stabilizers. The soil shall contain not more than 0.2 percent of water-soluble salts. 



	 
	Section 2114.19.9 Cement stabilized rammed earth. Cement stabilized Rammed Earth shall meet the following standards: 
	1. Testing before construction. The installer of cement stabilized Rammed Earth shall provide the following testing before issuance of a building permit. 
	1. Testing before construction. The installer of cement stabilized Rammed Earth shall provide the following testing before issuance of a building permit. 
	1. Testing before construction. The installer of cement stabilized Rammed Earth shall provide the following testing before issuance of a building permit. 

	2. Materials from a licensed sand and gravel producer.  A copy of Proctor ASTM D 698 shall be provided for each soil type and source or combination of sources. Periodic testing as provided by the supplier may be supplied to meet this requirement. The soil shall contain not more than 0.2 percent of water-soluble salts. 
	2. Materials from a licensed sand and gravel producer.  A copy of Proctor ASTM D 698 shall be provided for each soil type and source or combination of sources. Periodic testing as provided by the supplier may be supplied to meet this requirement. The soil shall contain not more than 0.2 percent of water-soluble salts. 

	3. Material mined and mixed on site. A copy of ASTM D 698, ASTM C 117, ASTM C 136, and ASTM D 4318 shall be provided for each soil type and source or combination of sources. Such tests shall be repeated as required to assure that all materials to be used have been tested and are represented by the tests. The soil shall contain not more than 0.2 percent of water-soluble salts. 
	3. Material mined and mixed on site. A copy of ASTM D 698, ASTM C 117, ASTM C 136, and ASTM D 4318 shall be provided for each soil type and source or combination of sources. Such tests shall be repeated as required to assure that all materials to be used have been tested and are represented by the tests. The soil shall contain not more than 0.2 percent of water-soluble salts. 

	4. Testing required during construction. The installer of cement stabilized Rammed Earth shall provide the following tests made during the construction process.  A certified testing laboratory shall provide field density tests for comparison to the pre-construction Proctor ASTM D 698, percent moisture ASTM D 2216, dry density ASTM D 698, and percent moisture ASTM D 1556.  Cement Stabilized Rammed Earth walls shall meet or exceed 95% maximum dry density (ASTM D 698). Samples taken from the wall shall exceed 
	4. Testing required during construction. The installer of cement stabilized Rammed Earth shall provide the following tests made during the construction process.  A certified testing laboratory shall provide field density tests for comparison to the pre-construction Proctor ASTM D 698, percent moisture ASTM D 2216, dry density ASTM D 698, and percent moisture ASTM D 1556.  Cement Stabilized Rammed Earth walls shall meet or exceed 95% maximum dry density (ASTM D 698). Samples taken from the wall shall exceed 


	 
	Approved Standard for Straw-Bale Construction 
	 
	Straw-Bale Structures 
	 
	Section 101 Purpose.  The purpose of this appendix chapter is to establish minimum prescriptive standards of safety for the construction of structures which use baled straw as a load bearing or non-load bearing material. 
	 
	Section 102 Scope.  The provisions of this chapter shall apply to all structures utilizing straw-bales in the construction of wall systems.  
	 
	Section 103 Definitions.  For the purpose of this chapter, certain terms are defined as follows: 
	 
	STRAW is the dry stems of cereal grains left after the seed heads have been removed. 
	 
	BALES are rectangular compressed blocks of straw, bound by strings or wire. 
	 
	FLAKES are slabs of straw removed from an untied bale.  Flakes are used to fill small gaps between the ends of stacked bales. 
	 
	LAID FLAT refers to stacking bales so that the sides with the largest cross-sectional area are horizontal and the longest dimension of this area is parallel with the wall plane. 
	 
	LAID ON-EDGE refers to stacking bales so that the sides with the largest cross-sectional area are vertical and the longest dimension of this area is horizontal and parallel with the wall plane. 
	 
	Section 104 Materials 
	 
	Section 104.1 Specifications for Bales. 
	 
	Section 104.1.1 Type of Straw.  Bales of various types of straw, including, but not limited to, wheat, rice, rye, barley, oats and similar plants, shall be acceptable if they meet the minimum requirements for density, shape, moisture content, and ties. 
	 
	Section 104.1.2 Shape. Bales shall be rectangular in shape. 
	 
	Section 104.1.3 Dimensions.  Bales used within a continuous wall shall be of consistent height and width to ensure even distribution of loads within wall systems. 
	 
	Section 104.1.4 Ties.  Bales shall be bound with ties of either polypropylene string or baling wire. Bales with broken or loose ties shall not be used unless the broken or loose ties are replaced with ties which restore the original degree of compaction of the bale. 
	 
	Section 104.1.5 Moisture Content.  Moisture content of bales, at time of installation, shall not exceed 20% of the total weight of the bale.  Moisture content of bales shall be determined by one of the following: 
	 
	1. Field Method.  A suitable moisture meter, designed for use with baled straw or hay, and equipped with a probe of sufficient length to reach the center of the bale, shall be used to determine the average moisture content of 5 bales randomly selected from the bales to be used. 
	1. Field Method.  A suitable moisture meter, designed for use with baled straw or hay, and equipped with a probe of sufficient length to reach the center of the bale, shall be used to determine the average moisture content of 5 bales randomly selected from the bales to be used. 
	1. Field Method.  A suitable moisture meter, designed for use with baled straw or hay, and equipped with a probe of sufficient length to reach the center of the bale, shall be used to determine the average moisture content of 5 bales randomly selected from the bales to be used. 

	2. Laboratory Method.  A total of 5 samples, taken from the center of each of 5 bales randomly selected from the bales to be used, shall be tested for moisture content by a recognized testing lab. 
	2. Laboratory Method.  A total of 5 samples, taken from the center of each of 5 bales randomly selected from the bales to be used, shall be tested for moisture content by a recognized testing lab. 


	 
	Section 104.1.6 Density.  Bales in load-bearing structures shall have a minimum calculated dry density of 7.0 pounds per cubic foot (112.13kg/m).  The calculated dry density shall be determined after reducing the actual bale weight by the weight of the moisture content, as determined in Section 104.1.5.  The calculated dry density shall be determined by dividing the calculated dry weight of the bale by the volume of the bale. 
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	Section 104.1.7 Custom Size Bales.  Where custom-made partial bales are used, they shall be of the same density, same string or wire tension, and, where possible, use the same number of ties as the standard size bales. 
	 
	Section 105 Construction and General Requirements 
	 
	Section 105.1 General.  Bale walls, when covered with plaster, drywall or stucco shall be deemed to have the equivalent fire resistive rating as wood frame construction with the same wall-finishing system. 
	 
	Section 105.2 Wall Thickness.   Nominal minimum bale wall thickness shall be 14 inches. 
	 
	Section 105.3 Wall Height.  Bale walls shall not exceed one story in height and the bale portion shall not exceed a height to width ratio of 5.6:1 (for example, the maximum height for the bale portion of a 23 inch thick wall would be 10 feet - 8 inches), unless the structure is designed by an Arizona Registrant. Exception:  In the non-load bearing exterior end walls of structures with gable or shed roofs, an approved continuous assembly shall be required at the roof bearing assembly level. 
	 
	Section 105.4 Unsupported Wall Length.  The ratio of unsupported wall length to thickness, for bale walls, shall not exceed 13:1 (for a 23-inch thick wall, the maximum unsupported length allowed is 25 feet), unless the structure is designed by an Arizona Registrant. 
	 
	Section 105.5 Allowable Loads.  The allowable vertical load (live and dead load) on the top of bale walls shall not exceed 360 pounds per square foot (psf) (15.17kg/m) and the resultant load  shall act at the center of the wall.  Bale structures shall be designed to withstand all vertical and horizontal loads as specified in the International Building Code or the International Residential Code. 
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	Section 105.6 Foundations.   Foundations shall be sized to accommodate the thickness of the bale wall and the load created by the wall and roof live and dead loads.  Foundation (stem) walls which support bale walls shall extend to an elevation of not less than 6 inches (152.4mm) above adjacent ground at all points.  The minimum width of the footing shall be the width of the bale it supports, except that the bales may overhang the exterior edge of the foundation by not more than 3 inches (76.2mm) to accommod
	 
	Section 105.7 Wall and Roof Bearing Assembly Anchorage 
	 
	Section 105.7.1 General.  Vertical reinforcing bars with a minimum diameter of 1/2” (12.7mm), shall be embedded in the foundation a minimum depth of 6 inches (152.4mm), and shall extend above foundation a minimum of 12 inches (304.8mm).  These vertical bars shall be located along the centerline of the bale wall, spaced not more than 2 feet apart (609.6mm).  A vertical bar shall also be located within 1 foot (304.8mm) of any opening or corner, except at locations occupied by anchor bolts. 
	 
	Section 105.7.2 Intersecting Walls.  Walls of other materials intersecting bale walls shall be attached to the bale wall by means of one or more of the following methods or an acceptable equivalent: 
	 
	1. Wooden dowels at least 5/8” (15.88mm) in diameter of sufficient length to provide 12 inches (304.8mm) of penetration into the bale, driven through holes bored in the abutting stud, and spaced to provide one dowel connection per bale. 
	1. Wooden dowels at least 5/8” (15.88mm) in diameter of sufficient length to provide 12 inches (304.8mm) of penetration into the bale, driven through holes bored in the abutting stud, and spaced to provide one dowel connection per bale. 
	1. Wooden dowels at least 5/8” (15.88mm) in diameter of sufficient length to provide 12 inches (304.8mm) of penetration into the bale, driven through holes bored in the abutting stud, and spaced to provide one dowel connection per bale. 

	2. Pointed wooden stakes, at least 12 inches (304.8mm) in length and 1-1/2” (38.1mm) by 3-1/2” (88.9mm) at the exposed end, fully driven into each course of bales, as anchorage points. 
	2. Pointed wooden stakes, at least 12 inches (304.8mm) in length and 1-1/2” (38.1mm) by 3-1/2” (88.9mm) at the exposed end, fully driven into each course of bales, as anchorage points. 

	3. Bolted or threaded rod connection of the abutting wall, through the bale wall, to a steel nut and steel or plywood plate washer, a minimum of 6 inches (152.4mm) square and a minimum thickness of 3/16” (4.76mm) for steel and 1/2” (12.7mm) for plywood, in at least three locations. 
	3. Bolted or threaded rod connection of the abutting wall, through the bale wall, to a steel nut and steel or plywood plate washer, a minimum of 6 inches (152.4mm) square and a minimum thickness of 3/16” (4.76mm) for steel and 1/2” (12.7mm) for plywood, in at least three locations. 


	 
	Section 105.7.3 Anchor Bolts.  Load bearing bale walls shall be anchored to the foundation by 1/2” (12.7mm) diameter steel anchor bolts embedded at least 7 inches (177.8mm) in the foundation at intervals of 6 feet (1828.8mm) or less.  A minimum of two anchor bolts per wall shall be provided with one bolt located within 36 inches (914.4mm) of each end of each wall.  Sections of 1/2” (12.7mm) diameter threaded rod shall be connected to the anchor bolts, and to each other, by means of threaded coupling nuts an
	 
	The dead load of the roof and ceiling systems will produce vertical compression of the bales. Regardless of the anchoring system used to attach the roof bearing assembly to the foundation, prior to installation of wall finish materials, bolts or straps shall be re-tightened to compensate for this compression. 
	 
	Section 105.7.4 Moisture Barrier.  A moisture barrier shall be used between the top of the foundation and the bottom of the bale wall to prevent moisture from migrating through the foundation into the bottom course of bales.  This barrier shall consist of one of the following: 
	 
	1. Cementitious waterproof coating; 
	1. Cementitious waterproof coating; 
	1. Cementitious waterproof coating; 

	2. Type 30 asphalt felt over an asphalt emulsion; 
	2. Type 30 asphalt felt over an asphalt emulsion; 

	3. Sheet metal flashing, sealed at joints; 
	3. Sheet metal flashing, sealed at joints; 

	4. Other approved building moisture barrier.  All penetrations through the moisture barrier, as well as all joints in the barrier, must be sealed with asphalt, caulking or an approved sealant. 
	4. Other approved building moisture barrier.  All penetrations through the moisture barrier, as well as all joints in the barrier, must be sealed with asphalt, caulking or an approved sealant. 


	 
	Section 105.7.5 Stacking and Pinning.  Bales in load-bearing walls shall be laid flat and stacked in running bond where possible, with each bale overlapping the two bales beneath it.  Bales in non load- bearing walls may be laid either flat or on-edge and stacked in running bond where possible.  Overlaps shall be a minimum of 12 inches (304.8mm).  Gaps between the ends of bales which are less than 6 inches (152.4mm) in width can be filled by an untied flake inserted snugly into the gap. 
	 
	The first course of bales shall be laid by impaling the bales on the vertical bars or threaded rods, if any, extending from the foundation.  When the fourth course has been laid, #4 rebar pins, or an acceptable equivalent, long enough to extend through all four courses, shall be driven down through the bales, two in each bale, located so that they do not pass within 6 inches (152.4mm) of, or through the space between the ends of any two bales.  The layout of these pins shall approximate the layout of the ve
	 
	Only full-length bales shall be used at corners of load bearing walls, unless exceptions are designed by an Arizona Registrant. 
	 
	Vertical #4 rebar pins, or an acceptable alternative, shall be located within 1 foot of all corners or door openings. 
	 
	Staples, made of #3 or larger rebar formed into a “U” shape, at least 18 inches (457.2mm) long with two 6 inch (152.4mm) legs, shall be used at all corners of every course, driven with one leg into the top of each abutting corner bale. In lieu of staples, corner bales may be tied together, by a method approved by the building official. 
	 
	Section 105.7.5.1 Alternative Pinning Method. When the third course has been laid, vertical #4 rebar pins, or an acceptable equivalent, long enough to extend through all three courses, shall be driven down through the bales, two in each bale, located so that they do not pass within 6 inches (152.4mm) of, or through the space between the ends of any two bales.  The layout of these rebar pins shall approximate the layout of the rebar pins extending from the foundation.  As each subsequent course is laid, two 
	 
	Section 105.7.6 Roof Bearing Assembly.  Load bearing bale walls shall have a roof bearing assembly at the top of the wall to bear the roof load and to provide a means of connecting the roof structure to the foundation.  The roof bearing assembly shall be continuous along the tops of structural walls. 
	 
	An acceptable roof bearing assembly option consists of two double 2” X 6” (50.8mm X 152.4mm), or larger, horizontal top plates, one located at the inner edge of the wall and the other at the outer edge.  Connecting the two doubled top plates and located horizontally and perpendicular to the length of the wall shall be 2” X 6” (50.8mm X 152.4mm) cross members spaced no more than 72 inches (1828.8mm) center to center, and as required to align with the threaded rods extending from the anchor bolts in the found
	or metal plates.  Alternatives to this roof bearing assembly option must provide equal or greater vertical rigidity and provide horizontal rigidity equivalent to a continuous double 2” X 4” (50.8mm X 101.6mm) top plate. 
	 
	The connection of roof framing members to the roof bearing assembly shall comply with the appropriate sections of the International Residential Code or International Building Code. 
	 
	Section 105.7.7 Openings and Lintels.  All openings in load bearing bale walls shall be a minimum of one full bale length from any outside corner, unless exceptions are designed by an Arizona Registrant. 
	 
	Section 105.7.7.1 Openings.   Openings in exterior bale walls shall not exceed 50 percent of the total wall area, based on interior dimensions, where the wall is providing resistance to lateral loads, unless the structure is designed by an Arizona Registrant. 
	 
	Section 105.7.7.2 Lintels.  Wall and/or roof load present above any opening shall be carried, or transferred to the bales below by one of the following: 
	 
	1. A structural frame, 
	1. A structural frame, 
	1. A structural frame, 

	2. A lintel (such as an angle-iron cradle, wooden beam, wooden box beam). Lintels shall be at least twice as long as the opening is wide and extend at least 24” (609.6mm) beyond either side of the opening. Lintels shall be centered over openings, and shall not exceed the load limitations of Section 105.5 by more than 25 percent. 
	2. A lintel (such as an angle-iron cradle, wooden beam, wooden box beam). Lintels shall be at least twice as long as the opening is wide and extend at least 24” (609.6mm) beyond either side of the opening. Lintels shall be centered over openings, and shall not exceed the load limitations of Section 105.5 by more than 25 percent. 


	 
	Section 105.7.8 Moisture Protection.  All weather-exposed bale walls shall be protected from water damage.  An approved building moisture barrier shall be used to protect at least the bottom course of bales, but not more than the lower one-third of the vertical exterior wall surface, in order to allow natural transpiration of moisture from the bales.  The moisture barrier shall have its upper edge inserted at least 6 inches (152.4mm) into the horizontal joint between two courses of bales, and shall extend a
	 
	Section 105.7.9 Wall Finishes.  Interior and exterior surfaces of bale walls shall be protected from mechanical damage, flame, animals, and prolonged exposure to water.  Bale walls adjacent to bath and shower enclosures shall be protected by a moisture barrier. 
	 
	Cement stucco shall be reinforced with galvanized woven wire stucco netting or an acceptable equivalent.  Such reinforcement shall be secured by attachment through the wall at a maximum spacing of 24 inches (609.6mm) horizontally and 16 inches (406.4mm) vertically. 
	 
	Where bales abut other materials, the plaster/stucco shall be reinforced with galvanized expanded metal lath, or an acceptable equivalent, extending a minimum of 6 inches (152.4mm) onto the bales. 
	 
	Earthen and lime-based plasters may be applied directly onto the exterior and interior surface of bale walls without reinforcement, except where applied over materials other than straw.  Weather-exposed earthen plasters shall be stabilized. 
	 
	Lime based plasters may be applied directly onto the exterior surface of bale walls without reinforcement, except where applied over materials other than straw. 
	 
	Section 105.7.10 Electrical.  Type NM or UF cable may be used, or wiring may be run in metallic or nonmetallic conduit systems. Electrical boxes shall be securely attached to wooden stakes driven a minimum of 12 inches into the bales, or an acceptable equivalent. 
	 
	Section 105.7.11 Plumbing.   Water or gas pipes within bale walls shall be encased in a continuous pipe sleeve to prevent leakage within the wall.  Where pipes are mounted on bale walls, they shall be isolated from the bales by a moisture barrier. 
	 
	Section 106 Patio/Landscape Walls 
	 
	Section 106.1 General.  This section covers freestanding or attached bale privacy or landscape walls, not exceeding 6 feet (1828.8mm) in height, from final grade to top of wall.  Bales may be stacked either flat or on- edge.  Alternate methods, other than those listed in this section, may be approved by the building official. 
	 
	Section 106.2 Foundations.  The minimum foundation shall consist of an 8 inch thick reinforced concrete stem wall, over an approved footing.  Minimum width of the stem wall shall be equal to the width of the bottom bale.  Stem walls shall have continuous horizontal reinforcement consisting of two #4 bars with 24 inches (609.6mm) minimum lap at splices. 
	 
	Section 106.2.1 Reinforcement.  Vertical reinforcing bars, a minimum 3/8" (9.53mm) in diameter, shall be placed in the center of the stem wall, two per bale, and extend up a minimum of 24 inches (609.6mm), and be embedded a minimum of 4 inches (101.6mm) into the concrete stem wall.  Bales shall be pinned, using two 3/8" (9.53mm) diameter bars per bale, and use pins long enough to provide at least one vertical bar from stem wall to top of wall, with a minimum of one full bale overlap where not continuous. 
	 
	For the purpose of attaching stucco mesh to the wall, 12d or larger galvanized common double-headed nails shall be embedded in the concrete a minimum of 1 inch (25.4mm) below the top of the stem wall, with the heads embedded a minimum of 2 inches (50.8mm) into the concrete, and the points extending a minimum of 3/4" (19.05mm) from the face of the stem wall, and spaced a minimum of 6" (152.4mm) on center on both sides of the wall. 
	 
	Section 106.2.2 Moisture Barrier.  A moisture barrier shall be used between the top of the stem wall and the first course of bales.  A moisture barrier shall also be used to protect the tops of bales at the top of walls, and shall extend 6 inches (152.4mm) down on either side of the wall. 
	 
	Section 106.2.3 Stucco Mesh.  Stucco mesh, 20 gauge or heavier, shall be attached by means of clinching the embedded nails on one side of the wall, stretching a continuous piece of netting tightly over the top of the wall, and fastening the netting in the same manner on the opposite side of the wall. 
	 
	Section 106.2.4 Wall Finish.  Walls shall be finished with cement stucco, or stabilized mud plaster, with a minimum thickness of7/8" (22.23mm). 







